STAYBRIDGE SUITES
LONG BEACH, CALIFORNIA

1353148 " ASSOCIATES

ARCHITECTURE = PLANNING - INTERIORS

I , ?//; ;/ M GENE FONG

: i j 3 1130 WESTWOOD BLVD, LOS ANGHES, CA 900
. | I 31020975620 310 - 209 - 7616 FAX

PROJECT:

| | r m ANACSDETY W : = p— B v e 7 ; | - 1 I;' II:::.
a m | ; ‘; /| ‘ _: @YBNDGE
! ‘. = | i SUITES

— =3 STAYBRIDGE SUITES

1l ' 5 PROJECT LOCATION:

I 2640 LAKEWOOD BLVD
‘ 1 W= L LONG BEACH
= || T ] CALIFORNIA 90815

DESIGN CONSULTANT:

B gk
- : 5 3\ A

' . g AN - |
Z"-«;. = F34 itlf 3 =20 = I

= i B i

£ P ez T
& 3 : L ) y
o = "5 | s

e ; e
b2 = SO Xy ‘
1 S A g
TN s < 2’}- SO

L e e : SUBMITTALS:

1 | 5/21/15 | PLANNING SUBMITTAL

2 | 6/29/15 |BEGIN DESIGN DEV

3 | 12/9/15 | PLANNING RE—SUBMITTAL
4 | 12/23/15 IggB ﬁgﬂmm;\m DESIGN

5 | 1/28/16 |PLANNING RE-SUBMITTAL

SITE_PLAN REVIEW
6 | 3/28/16 | RE_SUBMITTAL

NORTH

PROJECT INFORMATION BUILDING CODES PROJECT TEAM VICINITY MAP

THE PROJECT CONSISTS OF (1) THE DEMOLITION OF AN EXISTING 28,222 SF, BUILDING: CLIENT: STRUCTURAL ENGINEER:
2-STORY (50 GUESTROOM) HOTEL AND OUTDOOR POOL, AND (2) THE 2013 CALIFORNIA BUILDING CODE (CBC) YHB HOSPITALITY GROUP WEIDLINGER ASSOCIATES, INC.
CONSTRUCTION OF A NEW 6-STORY HOTEL TOTALING 78,737 SF OF AREA. CALIFORNIA ENVIRONMENTAL QUALITY ACT 2640 N LAKEWOOD BLVD 4551 GLENCOE AVE, SUITE 350
THE NEW HOTEL FEATURES 125 NEW GUESTROOMS, 2,498 SF OF NEW LONG BEACH, CA 90815 MARINA DEL REY, CA 90292
CONFERENCE ROOMS, A FITNESS CENTER AND AN OUTDOOR POOL. THE ELECTRICAL: 310 315-8430
PROJECT ALSO INCLUDES A NEW 2-STORY PARKING STRUCTURE. AN EXISTING 2013 CALIFORNIA ELECTRICAL CODE (CEC) ARCHITECT: CONTACT : BRIAN COCHRAN
13-STORY, 172 GUESTROOM HOTEL (HOLIDAY INN), A 10,663 SF CONFERENCE GENE FONG ASSOCIATES _
CENTER, A 570 SF LAUNDRY ROOM AND AN 415 SF EMPLOYEE LOCKER ROOM MECHANICAL: légOAmgglg@ogABg%gARD mfﬂBEENNGglNE\ES@OCWES
WILL REMAIN ON SITE. 2013 CALIFORNIA MECHANICAL CODE (CMC :
- - : £ (cwue) 310 209-7520 2552 WHITE ROAD, SUITE B
ADDRESS : 2640 LAKEWOOD BLVD PLUMBING: CONTACT : DAN PUENGPRECHAWAT IRVINE, CA 92614
LONG BEACH, CALIFORNIA 90815 949 660-0110
: 2013 CALIFORNIA PLUMBING CODE (CPC) MECHANICAL and PLUMBING: CONTACT : DAVID BACON
EXISTING HOTEL USE : 172 ROOM STRUCTURE AND 50 ROOM STRUCTURE ACCESSIBILITY: Q%LW"‘GLi‘NégEgRBEyS'NEERS SEOLOGICAL ENGINEER:
MORE STRINGENT OF CALIFORNIA BUILDING CODE OR APPLICABLE FEDERAL LAW ; ’ -
PROPOSED : NEW HOTEL STRUCTURE OF 78,737 SF SUITE 600 GEOTECHNOLOGIES, INC.
PROPOSED HOTEL GUEST ROOMS: 125 NEW + 172 EXISTING = 297 ENERGY: g?gBé\g‘;’fZAngO? éESE)Nl\gV/\EEETE%h;\ 3\152-01
XISTING SITE PARKING STALLS: 349 _ - :
E E 2013 CALIFORNIA TITLE 24 — CALIFORNIA ENERGY CODE CONTACT - STEPHEN HELLMAN 518 2409600
EXISTING ACCESSIBLE PARKING PROVIDED : 10 FIRE PREVENTION: CLECTRICAL ENGINEERING: CONTACT: STAN TANG
NEW ACCESSIBLE PARKING PROVIDED . 8 :
e AR PR e . s 2013 CALIFORNIA FIRE CODE (CFC) AND LOCAL ORDINANCE OMB ELECTRICAL ENGINEERS LANDSCAPE ARCHITECT:
8825 RESEARCH DRIVE RIDGE LANDSCAPE ARCHITECTS CONSULTANT:
PROPOSED HOTEL BUILDING AREA: 78,737 SF IRVINE, CA 92618 8841 RESEARCH DRIVE, SUITE 200
PROPOSED PARKING DECK AREA: 23,672 SF 949 752-1333 IRVINE, CA 92618
DEFERRED APPR VAL CONTACT : DENNIS McVAY 949 387-1323
EXISTING BUILDING 1 AREA: 89,545 SF CONTACT: JIM RIDGE
EXISTING BUILDING 2 AREA: 2,626 SF
’ FIRE SPRINKLERS, FIRE ALARM, SIGNAGE, SWIMMING POOL
EXISTING BUILDING 3 AREA: 10,648 Sk SUBMIT PLANS FOR APPROVALS PRIOR TO INSTALLATION
EXISTING BUILDING 4 AREA: 28,222 SF (TO BE DEMOLISHED)
TOTAL PROPOSED BUILDING AREA: 205,228 SF SEPARATE PERMIT RE UIRED
TOTAL SITE AREA: 242,511 SF Q SHEET TITLE:

PROPOSED FLOOR AREA RATIO: 1.18 SWIMMING POOL, BUILDING SIGNAGE, HEALTH DEPARTMENT
BUILDING FIRE PROTECTION : FULLY AUTOMATIC SPRINKLERED

BUILDING OCCUPANCY : R—1 GUESTROOM SUMMARY PARKING SUMMARY
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ROOM TYPES PROVIDED ADA ACCESSIBLE

STUDIO KING 70 2 REQUIRED PARKING S H E E T I N D E X

1 BED QUEEN 30 2 USE TOTAL CODE REQUIRED REQUIRED PARKING SCALE:

1 BED QUEEN W/ CONNECTOR ROOM 5 | EXISTING 13—STORY 172 GUEST ROOM HOTEL 172 ROOMS 1/1 172 ARCHITECTURAL LANDSCAPE
PARCEL ADDRESS: 2640 NORTH LAKEWOOD BLVD, LONG BEACH 1 BED KING 10 1 EXISTING CONFERENCE CENTER 5,000 SF 20/1000 SF 100
TRACT NO 10548, PORTION OF LOT 9  MAP BOOK 174-15-23 2 BED QUEEN KING 5 1 EXISTING RESTAURANT (INSIDE TOWER) 3,500 SF 10/1000 SF 35 A0.01 COVER SHEET L1.1 OVERALL LANDSCAPE PLAN DATE:
ASSESSORS IDENTIFICATION NUMBER : 7218-029-006 5 BED KING KING 5 0 NEW 125 GUEST ROOM HOTEL 125 ROOMS 11 195 AOD.04 SURVEY L1.2 PRELIMINARY PLANTING PLAN 3/28/2016

NEW MEETING ROOMS 2496 SF 20/1000 SF 50 A1.00  SITE DEMOLITION PLAN L1.3 PLANTING IMAGES AND CALCS
ggg ;BA;LL(Eg\/IA\ViELBELEBIL-'”LLOD(;[\RJGAQEiA/: SUTT)LFLTgED 16,000 / PER FLOOR i = ' A2 st macery N 5 ENLARGED COURS PRASE:
: ) A1.02 SITE IMAGERY LO.2 ENLARGED COURTYARD PLAN

PER CBC 504.2, AUTOMATIC SPRINKLER SYSTEMS, THE MAXIMUM BUILDING ADA ACCESSIBLE ROOMS REQUIRED PROVIDED [APPROXIMATE_REQUIRED PARKING TOTALS 482 | A2.01  GROUND FLOOR PLAN (LEVEL 1)
HEIGHT IS INCREASED BY 20° AND THE MAXIMUM ALLOWABLE STORIES IS FULLY ACCESSIBLE W/ BATH TUBS S 5 A2.09 TYPICAL FLOOR PLAN (LEVEL 2-6)
INCREASED BY ONE STORY, FULLY ACCESSIBLE W/ ROLL—IN SHOWERS 2 2 PARKING PROVIDED A2.07 ROOF PLAN CIVIL JOB NUMBER:

HEARING / COMMUNICATION IMPAIRED 12 12 A2.10 PARKING DECK LOWER LEVEL 1338
FLOOR AREA CALCS: GROSS CONSTRUCTION TYPE OCCUPANCIES / TOTALS A2.11 PARKING DECK UPPER LEVEL 1 OF 1 PRELIMINARY GRADING PLAN
LEVEL 1 16,489 SF TYPE 1 R1, A2, A3 Z 0 N I N G l VA RIA N C E R E Q U E S TS GROUND LEVEL 318 ﬁ%g? ELAL[/__\EG%EH%E)NRF?FQ(E)I\?& (P)EAI\\J’\%ER SLAN SHEET NUMBER:

2ND LEVEL — PARKING STRUCTURE 67 :

LEVEL 2 15,562 Sk TYPE 3B R A3.00  ENLARGED ROOM TYPES
LEVEL 3 15,562 SF TYPE 3B R1 A ZONE CHANGE IS REQUESTED TO CHANGE THE ZONING DESIGNATION FROM [TOTAL_PARKING PROVIDED 585 A3.01 ENLARGED ROOM TYPES
LEVEL 4 15,562 SF TYPE 3B R1 "CHW” TO "PD-27 - WILLOW STREET PLANNED DEVELOPMENT” FOR THE DEFICIENCY OF 97 PARKING STALLS A3.02 ENLARGED ROOM TYPES

PROPERTIES LOCATED AT 2640 N. LAKEWOOD BLVD (APN 7218—029—006) PERCENTAGE DEFICIENT IN REQUIRED PARKING 20% A3.03 ENLARGED ROOM TYPES
VLS 19,062 5 TYPE 5B ¥ 2610 N. LAKEWOOD BLVD. (7218-029-005) AND 4201 WILLOW STREET (APN A4.00  WEST ELEVATION

. N - - ' [ ]

LEVEL © 15,562 SF TYPE 38 il 7218-001-017). A STANDARDS VARIANCE IS REQUESTED TO ALLOW A N Rt & S ELEVATIONS
TOTALS 78,737 SF DEFICIENCY OF REQUIRED PARKING. A CONDITIONAL USE PERMIT IS NOTE: A SHARED PARKING STUDY PREPARED BY CRAIN & ASSOCIATES HAS A4.1O BUILDING SECTIONS

REQUESTED FOR THE USE AND A SITE PLAN REVIEW IS REQUIRED FOR SITE BEEN SUBMITTED FOR PLANNING APPROVAL FOR A STANDARDS VARIANCE FOR )

ORIENTATION AND DESIGN APPROVAL. AN EXEMPTION FROM PARKING REQUIREMENTS FOR THE SITE. A4.20 BUILDING PERSPECTIVES COPYRIGHT 2015, GENE FONG ASSOCIATES
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THE PROJECT CONSISTS OF (1) THE DEMOLITION OF AN EXISTING 28,222 SF, 2-STORY (50 GUESTROOM) HOTEL AND OUTDOOR POOL, AND (2) THE CONSTRUCTION OF A NEW 6-STORY HOTEL TOTALING 78,737 SF OF AREA. THE NEW HOTEL FEATURES 125 NEW GUESTROOMS, 2,498 SF OF NEW CONFERENCE ROOMS, A FITNESS CENTER AND AN OUTDOOR POOL. THE PROJECT ALSO INCLUDES A NEW 2-STORY PARKING STRUCTURE. AN EXISTING 13-STORY, 172 GUESTROOM HOTEL (HOLIDAY INN), A 10,663 SF CONFERENCE CENTER, A 570 SF LAUNDRY ROOM AND AN 415 SF EMPLOYEE LOCKER ROOM WILL REMAIN ON SITE. ADDRESS :  	     2640 LAKEWOOD BLVD      2640 LAKEWOOD BLVD      LONG BEACH, CALIFORNIA 90815 EXISTING HOTEL USE : 172 ROOM STRUCTURE AND 50 ROOM STRUCTURE PROPOSED : NEW HOTEL STRUCTURE OF 78,737 SF	 PROPOSED HOTEL GUEST ROOMS:  125 NEW + 172 EXISTING = 297 EXISTING SITE PARKING STALLS:        349	 EXISTING ACCESSIBLE PARKING PROVIDED : 10 NEW ACCESSIBLE PARKING PROVIDED    :  8 TOTAL ACCESSIBLE PARKING PROPOSED :  18 PROPOSED HOTEL BUILDING AREA:	  78,737 SF   78,737 SF PROPOSED PARKING DECK AREA:     23,672 SF EXISTING BUILDING 1 AREA:         89,545 SF EXISTING BUILDING 2 AREA:          2,626 SF EXISTING BUILDING 3 AREA:         10,648 SF EXISTING BUILDING 4 AREA:         28,222 SF  (TO BE DEMOLISHED) TOTAL PROPOSED BUILDING AREA:   205,228 SF TOTAL SITE AREA:			     242,511 SF      242,511 SF PROPOSED FLOOR AREA RATIO:         1.18 BUILDING FIRE PROTECTION : FULLY AUTOMATIC SPRINKLERED BUILDING OCCUPANCY : R-1 BUILDING TYPE : TYPE 3B (5 STORY) OVER TYPE 1 (1 STORY)

AutoCAD SHX Text
PARCEL ADDRESS: 2640 NORTH LAKEWOOD BLVD, LONG BEACH  TRACT NO 10548, PORTION OF LOT 9   MAP BOOK 174-15-23 ASSESSORS IDENTIFICATION NUMBER : 7218-029-006 

AutoCAD SHX Text
BUILDING:  2013 CALIFORNIA BUILDING CODE (CBC) CALIFORNIA ENVIRONMENTAL QUALITY ACT ELECTRICAL:  2013 CALIFORNIA ELECTRICAL CODE (CEC) MECHANICAL:  2013 CALIFORNIA MECHANICAL CODE (CMC) PLUMBING:  2013 CALIFORNIA PLUMBING CODE (CPC) ACCESSIBILITY:  MORE STRINGENT OF CALIFORNIA BUILDING CODE OR APPLICABLE FEDERAL LAW ENERGY:  2013 CALIFORNIA TITLE 24 - CALIFORNIA ENERGY CODE FIRE PREVENTION:  2013 CALIFORNIA FIRE CODE (CFC) AND LOCAL ORDINANCE

AutoCAD SHX Text
CLIENT:  YHB HOSPITALITY GROUP 2640 N LAKEWOOD BLVD LONG BEACH, CA 90815 ARCHITECT:  GENE FONG ASSOCIATES 1130 WESTWOOD BOULEVARD LOS ANGELES, CA 90024 310 209-7520 CONTACT : DAN PUENGPRECHAWAT MECHANICAL and PLUMBING: HELLMAN & LOBER ENGINEERS 333 N GLENOAKS BLVD,  SUITE 600 BURBANK, CA 91502 818 237-4220 CONTACT : STEPHEN HELLMAN ELECTRICAL ENGINEERING: OMB ELECTRICAL ENGINEERS 8825 RESEARCH DRIVE IRVINE, CA 92618 949 752-1553 CONTACT : DENNIS McVAY

AutoCAD SHX Text
FLOOR AREA CALCS:

AutoCAD SHX Text
GROSS

AutoCAD SHX Text
LEVEL 1

AutoCAD SHX Text
16,489 SF

AutoCAD SHX Text
LEVEL 2

AutoCAD SHX Text
15,562 SF

AutoCAD SHX Text
LEVEL 3

AutoCAD SHX Text
15,562 SF

AutoCAD SHX Text
LEVEL 4

AutoCAD SHX Text
15,562 SF

AutoCAD SHX Text
TOTALS

AutoCAD SHX Text
78,737 SF

AutoCAD SHX Text
CONSTRUCTION TYPE

AutoCAD SHX Text
TYPE 1

AutoCAD SHX Text
TYPE 3B

AutoCAD SHX Text
TYPE 3B

AutoCAD SHX Text
TYPE 3B

AutoCAD SHX Text
STUDIO KING

AutoCAD SHX Text
ROOM TYPES

AutoCAD SHX Text
REQUIRED

AutoCAD SHX Text
ADA ACCESSIBLE ROOMS

AutoCAD SHX Text
PROVIDED

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
1 BED QUEEN

AutoCAD SHX Text
FULLY ACCESSIBLE W/ BATH TUBS

AutoCAD SHX Text
FULLY ACCESSIBLE W/ ROLL-IN SHOWERS

AutoCAD SHX Text
HEARING / COMMUNICATION IMPAIRED

AutoCAD SHX Text
5

AutoCAD SHX Text
5

AutoCAD SHX Text
12

AutoCAD SHX Text
12

AutoCAD SHX Text
PROVIDED

AutoCAD SHX Text
ADA ACCESSIBLE

AutoCAD SHX Text
70

AutoCAD SHX Text
2

AutoCAD SHX Text
30

AutoCAD SHX Text
2

AutoCAD SHX Text
TOTALS

AutoCAD SHX Text
125

AutoCAD SHX Text
7

AutoCAD SHX Text
FIRE SPRINKLERS, FIRE ALARM, SIGNAGE, SWIMMING POOL

AutoCAD SHX Text
SUBMIT PLANS FOR APPROVALS PRIOR TO INSTALLATION

AutoCAD SHX Text
OCCUPANCIES

AutoCAD SHX Text
R1, A2, A3

AutoCAD SHX Text
R1

AutoCAD SHX Text
R1

AutoCAD SHX Text
R1

AutoCAD SHX Text
TYPE 1 ALLOWABLE BUILDING AREA : UNLIMITED TYPE 3B ALLOWABLE FLOOR AREA / STORIES : 16,000 / PER FLOOR PER CBC 504.2, AUTOMATIC SPRINKLER SYSTEMS, THE MAXIMUM BUILDING HEIGHT IS INCREASED BY 20' AND THE MAXIMUM ALLOWABLE STORIES IS INCREASED BY ONE STORY,   

AutoCAD SHX Text
1 BED QUEEN W/ CONNECTOR ROOM

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
2 BED QUEEN KING

AutoCAD SHX Text
5

AutoCAD SHX Text
1

AutoCAD SHX Text
2 BED KING KING

AutoCAD SHX Text
5

AutoCAD SHX Text
0

AutoCAD SHX Text
LEVEL 5

AutoCAD SHX Text
15,562 SF

AutoCAD SHX Text
TYPE 3B

AutoCAD SHX Text
R1

AutoCAD SHX Text
LEVEL 6

AutoCAD SHX Text
15,562 SF

AutoCAD SHX Text
TYPE 3B

AutoCAD SHX Text
R1

AutoCAD SHX Text
1 BED KING

AutoCAD SHX Text
10

AutoCAD SHX Text
1

AutoCAD SHX Text
SWIMMING POOL, BUILDING SIGNAGE, HEALTH DEPARTMENT

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
STRUCTURAL ENGINEER: WEIDLINGER ASSOCIATES, INC. 4551 GLENCOE AVE, SUITE 350 MARINA DEL REY, CA 90292 310 315-8430 CONTACT : BRIAN COCHRAN CIVIL ENGINEER:  WALDEN & ASSOCIATES 2552 WHITE ROAD, SUITE B IRVINE, CA 92614 949 660-0110 CONTACT : DAVID BACON GEOLOGICAL ENGINEER: GEOTECHNOLOGIES, INC. 439 WESTERN AVE. GLENDALE, CA 91201 818 240-9600 CONTACT: STAN TANG LANDSCAPE ARCHITECT: RIDGE LANDSCAPE ARCHITECTS 8841 RESEARCH DRIVE, SUITE 200 IRVINE, CA 92618 949 387-1323 CONTACT: JIM RIDGE

AutoCAD SHX Text
A ZONE CHANGE IS REQUESTED TO CHANGE THE ZONING DESIGNATION FROM "CHW" TO "PD-27 - WILLOW STREET PLANNED DEVELOPMENT" FOR THE PROPERTIES LOCATED AT 2640 N. LAKEWOOD BLVD. (APN 7218-029-006), 2610 N. LAKEWOOD BLVD. (7218-029-005) AND 4201 WILLOW STREET (APN 7218-001-017). A STANDARDS VARIANCE IS REQUESTED TO ALLOW A DEFICIENCY OF REQUIRED PARKING. A CONDITIONAL USE PERMIT IS REQUESTED FOR THE USE AND A SITE PLAN REVIEW IS REQUIRED FOR SITE ORIENTATION AND DESIGN APPROVAL.

AutoCAD SHX Text
L1.1		  OVERALL LANDSCAPE PLAN   OVERALL LANDSCAPE PLAN L1.2		  PRELIMINARY PLANTING PLAN   PRELIMINARY PLANTING PLAN L1.3		  PLANTING IMAGES AND CALCS   PLANTING IMAGES AND CALCS L2.2		  ENLARGED PLANS   ENLARGED PLANS L0.2		  ENLARGED COURTYARD PLAN  ENLARGED COURTYARD PLAN

AutoCAD SHX Text
NOTE: A SHARED PARKING STUDY PREPARED BY CRAIN & ASSOCIATES HAS BEEN SUBMITTED FOR PLANNING APPROVAL FOR A STANDARDS VARIANCE FOR AN EXEMPTION FROM PARKING REQUIREMENTS FOR THE SITE.

AutoCAD SHX Text
TOTAL

AutoCAD SHX Text
REQUIRED PARKING

AutoCAD SHX Text
EXISTING CONFERENCE CENTER 

AutoCAD SHX Text
5,000 SF

AutoCAD SHX Text
100

AutoCAD SHX Text
EXISTING 13-STORY 172 GUEST ROOM HOTEL

AutoCAD SHX Text
172 ROOMS

AutoCAD SHX Text
172

AutoCAD SHX Text
CODE REQUIRED

AutoCAD SHX Text
20/1000 SF

AutoCAD SHX Text
1/1

AutoCAD SHX Text
EXISTING RESTAURANT (INSIDE TOWER)

AutoCAD SHX Text
3,500 SF

AutoCAD SHX Text
35

AutoCAD SHX Text
10/1000 SF

AutoCAD SHX Text
NEW 125 GUEST ROOM HOTEL

AutoCAD SHX Text
125 ROOMS

AutoCAD SHX Text
125

AutoCAD SHX Text
1/1

AutoCAD SHX Text
NEW MEETING ROOMS

AutoCAD SHX Text
2,496 SF

AutoCAD SHX Text
50

AutoCAD SHX Text
20/1000 SF

AutoCAD SHX Text
1 OF 1	PRELIMINARY GRADING PLANPRELIMINARY GRADING PLAN

AutoCAD SHX Text
REQUIRED PARKING

AutoCAD SHX Text
USE

AutoCAD SHX Text
APPROXIMATE REQUIRED PARKING TOTALS

AutoCAD SHX Text
482

AutoCAD SHX Text
TOTALS

AutoCAD SHX Text
2ND LEVEL - PARKING STRUCTURE

AutoCAD SHX Text
67

AutoCAD SHX Text
GROUND LEVEL

AutoCAD SHX Text
318

AutoCAD SHX Text
TOTAL PARKING PROVIDED

AutoCAD SHX Text
385

AutoCAD SHX Text
DEFICIENCY OF 97 PARKING STALLS PERCENTAGE DEFICIENT IN REQUIRED PARKING

AutoCAD SHX Text
PARKING PROVIDED

AutoCAD SHX Text
20%

AutoCAD SHX Text
A0.01	COVER SHEET COVER SHEET A0.04	SURVEY SURVEY A1.00	SITE DEMOLITION PLAN SITE DEMOLITION PLAN A1.01	PROPOSED SITE PLAN PROPOSED SITE PLAN A1.02	SITE IMAGERY SITE IMAGERY A2.01	GROUND FLOOR PLAN (LEVEL 1) GROUND FLOOR PLAN (LEVEL 1) A2.02	TYPICAL FLOOR PLAN (LEVEL 2-6) TYPICAL FLOOR PLAN (LEVEL 2-6) A2.07	ROOF PLAN ROOF PLAN A2.10	PARKING DECK LOWER LEVEL PARKING DECK LOWER LEVEL A2.11	PARKING DECK UPPER LEVEL PARKING DECK UPPER LEVEL A2.20	STAFF OFFICE REMODEL PLAN STAFF OFFICE REMODEL PLAN A2.21	ENLARGED CONFERENCE CENTER PLAN ENLARGED CONFERENCE CENTER PLAN A3.00	ENLARGED ROOM TYPES ENLARGED ROOM TYPES A3.01	ENLARGED ROOM TYPES ENLARGED ROOM TYPES A3.02	ENLARGED ROOM TYPES ENLARGED ROOM TYPES A3.03	ENLARGED ROOM TYPES ENLARGED ROOM TYPES A4.00	WEST ELEVATION WEST ELEVATION A4.01	NORTH & SOUTH ELEVATIONS NORTH & SOUTH ELEVATIONS A4.02	EAST ELEVATION EAST ELEVATION A4.10	BUILDING SECTIONS BUILDING SECTIONS A4.20	BUILDING PERSPECTIVESBUILDING PERSPECTIVES


LEGAL DESCRIPTION

ALL THAT CERTAIN REAL PROPERTY SITUATED IN THE COUNTY OF LOS ANGELES,
STATE OF CALIFORNIA DESCRIBED AS FOLLOWS:

THOSE PORTIONS OF LOT 9, OF TRACT NO. 10548, IN THE CITY OF LONG BEACH, COUNTY OF LOS
ANGELES, STATE OF CALIFORNIA, AS PER MAP RECORDED IN BOOK 174 PAGES 15 ET SEQ. OF
MAPS, IN THE OFFICE OF THE COUNTY RECORDER OF SAID COUNTY, DESCRIBED AS FOLLOWS:

BEGINNING AT THE SOUTHWEST CORNER OF SAID LOT 9; THENCE ALONG THE SOUTHERLY LINE

OF SAID LOT 8, SOUTH 89 DEGREES 54 MINUTES 54 SECONDS EAST 315.00 FEET TO THE
SOUTHWEST CORNER OF THE LAND AS DESCRIBED IN PARCEL 1, IN THE DEED TO THE STATE OF
CALIFORNIA, RECORDED MARCH 18, 1959 AS INSTRUMENT NO. 1904, IN BOOK D-402 PAGE 128, OF
OFFICIAL RECORDS OF SAID COUNTY; THENCE ALONG THE WESTERLY BOUNDARY OF PARCEL 1

OF SAID DEED TO THE STATE OF CALIFORNIA, NORTH O DEGREES 05 MINUTES 53 SECONDS EAST
65.00 FEET TO THE NORTHERLY LINE OF WILLOW STREET, AS DESCRIBED IN THE DEED TO THE
STATE OF CALIFORNIA, RECORDED JUNE 28, 1956 AS INSTRUMENT NO. 4412, IN BOOK 51597 PAGE
40, OF OFFICIAL RECORDS OF SAID COUNTY AND BEING THE TRUE POINT OF BEGINNING;

THENCE ALONG SAID NORTHERLY LINE NORTH 89 DEGREES 54 MINUTES 54 SECONDS WEST

150.00 FEET;, THENCE NORTH O DEGREES 05 MINUTES 53 SECONDS EAST 100.00 FEET; THENCE
NORTH 44 DEGREES 54 MINUTES 30 SECONDS WEST 84.84 FEET; THENCE NORTH 89 DEGREES 54
MINUTES 54 SECONDS WEST 80.00 FEET TO THE EASTERLY LINE OF LAKEWOOD BOULEVARD, AS
DESCRIBED IN THE DEED TO THE CITY OF LONG BEACH, RECORDED JUNE 18, 1948 AS

INSTRUMENT NO. 2027, IN BOOK 27500 PAGE 293, OF OFFICIAL RECORDS OF SAID COUNTY;
THENCE ALONG SAID EASTERLY LINE, AS FOLLOWS; NORTH O DEGREES 05 MINUTES 53 SECONDS
EAST 242.98 FEET, THENCE NORTH 45 DEGREES 05 MINUTES 53 SECONDS 24.04 FEET, NORTH O
DEGREES 05 MINUTES 53 SECONDS EAST 60.00 FEET, NORTH 44 DEGREES 54 MINUTES 07 SECONDS
WEST 24.04 FEET, NORTH O DEGREES 05 MINUTES 53 SECONDS EAST 36.53 FEET AND NORTH O
DEGREES 42 MINUTES 11 SECONDS EAST 88.58 FEET TO THE SOUTHERLY BOUNDARY OF THE

LAND DESCRIBED IN PARCEL 1, IN THE DEED TO THE STATE OF CALIFORNIA, RECORDED MARCH

18, 1959 AS INSTRUMENT NO. 1909, IN BOOK D—402 PAGE 128, OF OFFICIAL RECORDS, RECORDS OF
SAID COUNTY; THENCE ALONG BOUNDARIES OF PARCEL 1 OF SAID DEED TO THE STATE OF
CALIFORNIA, AS FOLLOWS: SOUTHERLY ALONG A NON—TANGENT CURVE CONCAVE

SOUTHWESTERLY AND HAVING A RADIUS OF 2225.00 FEET THROUGH A CENTRAL ANGLE OF 13
DEGREES 47 MINUTES 33 SECONDS, AN ARC DISTANCE OF 535.61 FEET, SOUTHERLY ALONG A
COMPOUND CURVE CONCAVE WESTERLY AND HAVING A RADIUS OF 200 FEET, THROUGH A

CENTRAL ANGLE OF 119 DEGREES 41 MINUTES 02 SECONDS, AN ARC DISTANCE OF 417.78 FEET,
SOUTH 63 DEGREES 26 MINUTE 00 SECONDS WEST 80.69 FEET AND NORTH 89 DEGREES 54
MINUTES 54 SECONDS WEST 94.97 FEET TO THE TRUE POINT OF BEGINNING.

EXCEPT THEREFROM ALL OIL, GAS AND OTHER HYDROCARBONS IN AND UNDER SAID LAND, AS

RESERVED BY BIXBY LAND COMPANY, A CORPORATION, IN DEED RECORDED NOVEMBER 1, 1955
IN BOOK 49399 PAGE 4086, OF OFFICIAL RECORDS.

ALSO EXCEPTING AND RESERVING THEREFROM ALL OIL, GAS AND OTHER HYDROCARBON
SUBSTANCES IN, UNDER AND/OR THAT MAY BE PRODUCED FROM A DEPTH OF BELOW 500 FEET
FROM THE SURFACE OF SAID PROPERTY; PROVIDED THAT SUCH RESERVATION SHALL NOT
ENTITLE GRANTOR, ITS SUCCESSORS AND/OR ASSIGNS, TO ANY USE OF RIGHTS IN OR TO ANY
PORTION OF THE SURFACE OF SAID PROPERTY T A DEPTH OF 500 FEET BELOW THE SURFACE
THEREOF; AND FURTHER RESERVING TO GRANTOR, AND ITS SUCCESSORS AND/OR ASSIGNS, THE

RIGHT TO DRILL INTO, THROUGH AND ACROSS AND TO PRODUCE, HAVE AND TAKE OIL, GAS
AND OTHER HYDROCARBON SUBSTANCES FROM, THROUGH AND ACROSS THAT PORTION OF
SAID PROPERTY WHICH LIES AT A DEPTH BELOW 500 FEET FROM THE SURFACE OF SAID
PROPERTY, EITHER FROM WELLS LOCATED IN THAT PORTION OF SAID PROPERTY WHICH LIES
AT A DEPTH BELOW 500 FEET FROM THE SURFACE OF SAID PROPERTY AND/OR FROM WELLS
LOCATED IN OR ON PROPERTY OUTSIDE THE BOUNDARIES OF THE ABOVE DESCRIBED LAND, AS
RESERVED IN DOCUMENTS OF RECORD.

SCHEDULE 'B”
ITEMS 1 AND 3: PROPERTY TAXES

ITEM 2: OMITTED BY TITLE COMPANY.
ITEM 4: WATER RIGHTS

ITEM 5: RIGHTS OF POSSESSION OF SAID LAND BASED ON UNRECORDED LEASE OR LEASES AS
DISCLOSED BY INSPECTION OF SAID LAND AND/OR INQUIRY.

ITEM 6: OIL RIGHTS AS RESERVED BY BIXBY LAND COMPANY, A CORPORATION, IN A DEED
RECORDED OCTOBER 29, 1948 IN BOOK 28612 PAGE 327, OF OFFICIAL RECORDS.

ITEM 7: COVENANTS, CONDITIONS AND RESTRICTIONS AS SET FORTH IN A DOCUMENT
RECORDED FEBRUARY 15, 1950 IN BOOK 24201 PAGE 56, OF OFFICIAL RECORDS.

ITEM 8: THE RIGHT OF WAY BY AIR OVER SAID LAND PER DOCUMENT RECORDED FEBRUARY 15,
1950 IN BOOK 24201 PAGE 56, OF OFFICIAL RECORDS.

ITEM 9: OIL AND GAS LEASE IN FAVOR OF STANDARD OIL COMPANY OF CALIFORNIA, A

FOUND BRASS CAP MONUMENT

USED FOR LINE ONLY

CORPORATION PER DOCUMENT RECORDED DECEMBER 5, 1956 AS INSTRUMENT NO. 4168, OF OFFICIAL RECORDS.
ITEM 10: A SLOPE EASEMENT RECORDED MARCH 18, 1959 IN BOOK D-402 PGE 128, OF OFFICIAL RECORDS (PLOTTED HEREIN).

ITEM 11: RESTRICTIONS OF THE RIGHTS OF INGRESS AND EGRESS TO OR FROM THE HIGHWAY
AND/OR FREEWAY ADJACENT TO SAID LAND PER DOCUMENT RECORDED MARCH 18, 1959 IN
BOOK D—402 PAGE 128, OF OFFICIAL RECORDS.

ITEM 12:
ITEM 13:
ITEM 14:
ITEM 15:
ITEM 16:

ITEM 17: COVENANTS, CONDITIONS AND RESTRICTIONS AS SET FORTH IN A DOCUMENT
RECORDED NOVEMBER 14, 1966 AS INSTRUMENT NO. 339, OF OFFICIAL RECORDS.

A SLOPE EASEMENT RECORDED JANUARY 15, 1960 AS INSTRUMENT NO. 1149, OF OFFICIAL RECORDS (PLOTTED HEREIN).

A STORM DRAIN EASEMENT RECORDED SEPTEMBER 14, 1960 IN BOOK D—974 PAGE 748, OF OFFICIAL RECORDS (PLOTTED HEREIN).
A SANITARY SEWER EASEMENT RECORDED MARCH 7, 1966 AS INSTRUMENT NO. 2270, OF OFFICIAL RECORDS (PLOTTED HEREIN).

A STORM DRAIN EASEMENT RECORDED MARCH 7, 1966 AS INSTRUMENT NO. 2271, OF OFFICIAL RECORDS (PLOTTED HEREIN).

A STORM DRAIN EASEMENT RECORDED NOVEMBER 14, 1966 AS INSTRUMENT NO. 339, OF OFFICIAL RECORDS (PLOTTED HEREIN).

ITEM 18: A DEED OF TRUST RECORDED NOVEMBER 20, 2003 AS INSTRUMENT NO. 03—3503852, OF OFFICIAL RECORDS.

ITEM_19: THE TERMS, PROVISIONS AND CONDITIONS CONTAINED IN THAT CERTAIN DOCUMENT
ENTITLED "HAZARDOUS SUBSTANCES CERTIFICATE AND INDEMNITY" RECORDED NOVEMBER
20, 2003 AS INSTRUMENT NO. 03—3503853, OF OFFICIAL RECORDS.

ITEM 20: A FINANCING STATEMENT RECORDED NOVEMBER 20, 2003 AS INSTRUMENT NO. 03— 3503854, OF OFFICIAL RECORDS.
ITEM 21: A DEED OF TRUST RECORDED DECEMBER 1, 2004 AS INSTRUMENT NO. 04—-3105311, OF OFFICIAL RECORDS.

ITEM 22: AN ASSIGNMENT TO SECURE PAYMENT OF AN INDEBTEDNESS RECORDED DECEMBER 1,
2004 AS INSTRUMENT NO. 04-3105312, OF OFFICIAL RECORDS.

ITEM_23: THE_TERMS, PROVISIONS AND CONDITIONS CONTAINED IN THAT CERTAIN DOCUMENT
ENTITLED “HAZARDOUS SUBSTANCES CERTIFICATE AND INDEMNITY” RECORDED DECEMBER 1,
2004 AS INSTRUMENT NO. 04—3105313, OF OFFICIAL RECORDS.

ITEM 24: A FINANCING STATEMENT RECORDED DECEMBER 1, 2004 AS INSTRUMENT NO. 04-3105314, OF OFFICIAL RECORDS.

ITEMS 25 THROUGH 30: STANDARD TITLE COMPANY EXCEPTIONS AND REQUIREMENTS.

LEGEND

GTE = GENERAL TELEPHONE ELECTRIC
& = LIGHT

XL = FIRE HYDRANT

PIV = POST INDICATOR VALVE
& = HANDICAP

P= PARKING SPACE
WM= WATER METER

SMH= SEWER MAN HOLE

WV= WATER VALVE
P = PROPERTY LINE
¢ = CENTERLINE
(R) = RECORD

R & M= RECORD AND MEASURED

Surveyor Title Block
AZIMI & ASSOCIATES
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714— 514—-3255 FAX 562— 924—8433
aazimi@socal.rr.com
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THE LEGAL DESCRIPTION AND EASEMENTS SHOWN
HEREON ARE PER TITLE REPORTS BY:
NORTH AMERICAN TITLE COMPANY

ORDER #864208-89
DATED_NOVEMBER 13, 2006

THE SUBJECT PROPERTY SHOWN HEREON LIES IN FLOOD

ZONE__X =_O0UTSIDE OF FLOOD ZONE

ACCORDING TO THE FEDERAL EMERGENCY MANAGEMENT MAP
NO._0601360015C DATED_Q7/06 /1998

SUBJECT PROPERTY ZONING_ CHW (REGIONAL HIGHWAY DISTRICT)
SETBACK REQUIREMENTS:

BUILDING SETBACK DATA SHOWN HEREON IS FOR INFORMATION ONLY

HAVING BEEN OBTAINED FROM THE OFFICIAL WEBSITE OF THE CITY OF LONG

BEACH http: //municipalcodes.lexisnexis.com/codes/longbeach/_DATA/TITLE21 findex.html
NO REPRESENTATION IS MADE AS TO THE ACCURACY OR COMPLETENESS

COMPLETENESS OF SAID INFORMATION AND ANY USER OF THIS

CONTACT THE GOVERNING AGENCY DIRECTLY.

FRONT__1Q"
SRE
REAR w

NAME LONG BEACH
PHONE( )

AGENCY__PLANING DEPARTMENT WEBSITE

PROPERTY AREA = 242,680 SQUARE FEET = 5.575 ACRES
NUMBER OF PARKING SPACES (PAINTED)

REGULAR__325
HANDICAP__12_
TOTAL_____ 337 __

BASIS OF BEARING

THE CENTERLINE OF LAKEWOOD BOULEVARD SHOWN AS NOO*10’56"E AS SHOWNL
ON TRACT NO. 28771, RECORDED IN BOOK 712 PAGES 41 AND 42 OF MAPS.

ALL STREETS ARE PUBLIC UNLESS NOTED.

NO MONUMENTS FOUND OR SET EXCEPT AS NOTED HEREON.
THERE ARE NO WVISIBLE SIGNS OF A CEMETERY.

THERE ARE NO VISIBLE SIGNS OF SUBJECT PROPERTY BEING USED AS A SOLID
WASTE DUMP, SUMP OR SANITARY LANDFILL.

SURVEYOR'S NOTES:

1) ADJOINING PROPERTY OWNER(S) SHOWN HEREON ARE BASED ON THE LAST RECORDED DEED

FOUND OF RECORD. THE UNDERSINED SURVEYOR MAKES NO WARRANTIES EXPRESSED OR
IMPLIED THAT THE OWNERS LISTED HEREON ARE IN POSSESSION GF THE PROPEE OR ARE THE

CURRENT RECORD OWNERS. CLIENT IS ADVISED TO VERIFY OWNERSHIP WITH THE TITLE COMPANY.

2) NO OBSERVED EVIDENCE INDICATING THAT THE SUBJECT PROPERTY IS USED AS A SOLID WASTE
DUMP, SUMP OR SANITARY LANDFILL.

SURVEYOR'S CERTIFICATE:

WILLIAMS & ASSOCIATES, LLC., BANK OF AMERICA, N.A., ITS SUCCESSORS AND ASSIGNS, AND
NORTH AMERICAN TITLE COMPANY.

JOHN E. COMBS, A LICENSED LAND SURVEYOR, LICENSE NO. 4861, IN THE STATE OF

CALIFORNIA, AND LEGALLY DOING BUSINESS IN LOS ANGELES COUNTY, DOES HEREBY CERTIFY TO
WILLIAMS & ASSOCIATES, LLC., BANK OF AMERICA, N.A., ITS SUCCESSORS AND ASSIGNS, AND
NORTH AMERICAN TITLE COMPANY.

(1) THE ACCOMPANYING SURVEY ("SURVEY") REPRESENTS A TRUE AND ACCURATE SURVEY

MADE BY ME ON 6 SEPTEMBER 2005 OF THE LAND THEREIN PARTICULARLY DESCRIBED:

(2) THE SURVEY AND THE INFORMATION, COURSES AND DISTANCES SHOWN THEREON ARE ACCURATE;

(3) THE TITLE LINES AND LINES OF ACTUAL POSSESSION ARE HE SAME UNLESS OTHERWSE
NOTED ON SURVEY:

(4) THE LAND DESCRIBED ON THE SURVEY IS THE SAME AS DESCRIBED IN THE TITLE
INSURANCE COMMITMENT DESCRIBED BELOW:

(5) THE AREA OF THE SUBJECT PROPERTY AND THE SIZE, LOCATION AND TYPE OF VISIBLE
BUILDINGS AND VISIBLE IMPROVEMENTS AND ANY OTHER SURVEY RELATED MATTERS SITUATED
ON THE SUBJECT PROPERTY ARE AS SHOWN AND UNLESS SHOWN OTHERWSE ON SURVEY ALL
VISIBLE BUILDINGS AND VISIBLE IMPROVEMENTS ARE WITHIN THE BOUNDARY LINES AND
APPLICABLE SET—BACK LINES OF THE PROPERTY;

(6) THERE ARE NO VISIBLE ABOVEGROUND EVIDENCE OF EASEMENTS AFFECTING THIS
PROPERTY APPEARING FROM A CAREFUL PHYSICAL INSPECTION OF HE SAME, OTHER THAN
THOSE SHOWN AND DEPICTED ON THE SURVEY;

(7) THERE ARE NO VISIBLE ABOVEGROUND EVIDENCE OF POSSIBLE ENCROACHMENTS ON

THE ADJOINING PROPERTIES, STREETS, OR ALLEYS BY ANY OF SAID BUILDINGS, STRUCTURES
AND IMPROVEMENTS, OTHER THAN AS SHOWN ON THE SURVEY;

(8) THERE ARE NO VISIBLE ABOVEGROUND EVIDENCE OF POSSIBLE ENCROACHMENTS ON

SAID DESCRIBED PROPERTY BY STREETS, ALLEYS OR BUILDINGS, STRUCTURES OR OTHER
IMPROVEMENTS SITUATED ON ADJOINING PROPERTY, EXCEPT AS SHOWN ON THE SURVEY:

(9) BY GRAPHIC PLOTTING ONLY, THE SUBJECT PROPERTY LIES WITH FLOOD ZONE X

FLOOD ZONE MAP 08013700310, DATED 5/04/1898. NO FIELD SURVEY WAS DONE TO
VERIFY THIS INFORMATION.

(10) THE SUBJECT PROPERTY HAS ACCESS TO AND FROM A DULY DEDICATED AND ACCEPTED
PUBLIC STREET OR HIGHWAY.

(11) (EXCEPT AS SHOWN ON THE SURVEY) THE SUBJECT PROPERTY DOES NOT SERVE ANY
ADJOINING PROPERTY FOR INGRESS OR EGRESS; AND
(12) THE RECORD DESCRIPTION OF THE SUBJECT PROPERTY FORMS A MATHEMATICALLY CLOSED FIGURE.

THE UNDERSIGNED HAS RECEIVED AND EXAMINED A COPY OF NORTH AMERICAN TITLE COMPANY

ORDER NUMBER 864208-89, DATED NOVEMBER 13, 2008

AND THE LOCATION OF ANY SURVEY RELATED MATTER SHOWN THEREON TO THE EXTENT IT CAN

BE LOCATED HAS BEEN SHOWN ON THIS SURVEY WITH THE APPROPRIATE RECORDING REFERENCE.

THE PARTIES LISTED ABOVE ARE ENTITLED TO RELY ON THE SURVEY AND THIS CERTIFICATE AS

BEING TRUE AND ACCURATE.

THIS SURVEY WAS MADE IN ACCORDANCE WITH THE "MINIMUM STANDARD DETAIL REQUIREMENTS FOR

ALTA/ACSM LAND TITLE SURVEYS,” JOINTLY ESTABLISHED AND ADOPTED BY ALTA /ACSM AND NSPS

IN 2005, AND INCLUDES ITEMS:

2,3,4,6,7(0),7(b1),7(c),8,8,10,11(a),13,14,16,17AND18,0F TABLE "A" THEREOF AND PURSUANT TO THE

ACCURACY STANDARDS AS ADOPTED BY ALTA,/ACSM AND NSPS, AND IN EFFECT ON THE DATE OF L 5
THIS CERTIFICATION, UNDERSIGNED FURTHER CERTIFIES THAT IN HIS PROFESSIONAL OPINION, AS A LAND SURVEYOR i
REGISTERED IN THE STATE OF CALIFORNIA, THE RELATIVE POSITIONAL ACCURACY OF THIS SURVEY DOES NOT EXCEED '~
THAT WHICH |S SPECIFIED HEREIN.

THE MAXIMUM RELATIVE POSITIONAL ACCURACY IS 0.07 FEET.

DATE: 11/18/2008

GRAPHIC SCALE

120

EXPIRES

9-—-30—-2008

( IN FEET )
1 inch = 60 fi.
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1130 WESTWOOD BLVD, LOS ANGHES, CA 900
310 -209-75620 310 - 2097516 FAX

PROJECT:

STAYBRIDGE

SUITES

STAYBRIDGE SUITES

PROJECT LOCATION:

2640 LAKEWOOD BLVD
LONG BEACH
CALIFORNIA 90815

DESIGN CONSULTANT:

SUBMITTALS:

1 | 5/21/15 | PLANNING SUBMITTAL

2 | 6/29/15 |BEGIN DESIGN DEV

3 | 12/9/15 | PLANNING RE—SUBMITTAL

4 | 12/23/15 g-ll?BMP"R_FkII_MINARY DESIGN

5 | 1/28/16 | PLANNING RE—SUBMITTAL

6 | 3/28/16 | RESUBMITIAL
RevsONS:

CONSULTANT:

SHEET TITLE:

SURVEY

SCALE:

[wn By: T Dete: Project Address:
JOHN C. & AA vision: 2640 LAKEWOOD BOULEVARD
or Ref.No: - : -
0L 10AY INN_EOOSLES’ i Project Location:
frprvd By visiors LONG BEACH
ate: Project Name:
Date: vielon:
L0 2000 [Gate Job Number: ALTA_20
o 507 . “ umber: ALTA_2006123

DATE:

3/28/2016

SHEET 1_0OF &t

PHASE:

JOB NUMBER:

1338

SHEET NUMBER:

A0.04

COPYRIGHT 2015, GENE FONG ASSOCIATES
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DEMOLISH EXISTING STAIRS AND SIDEWALK
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PROP. STORMWATER

pa
45 ‘\4 Y

< QUALITY TREATMENT NOTES:
DEVICE 1. VERIFY ALL FINISH FLOOR AND GRADE ELEVATIONS WITH
181'—1” | CIVIL PLANS
N
N 2. ALL FIRE HYDRANTS SHALL BE 6” x 4” x 2 1/2”, BRASS
OR BRONZE, AND SHALL CONFORM TO AMERICAN WATER WORKS

8 7 8 s 10 u 2 s " 1 1 7 ASSOCIATION STANDARD C503 OR APPROVED EQUAL, INSTALLED
— Nl — I Il — Nl — NIl IN ACCORDANCE WITH LA COUNTY FIRE DEPT REGULATION 8.

(E) PARKING (NO
E-STRIPING)

3. PLANS SHOWING UNDERGROUND PIPING FOR PRIVATE
ON-SITE FIRE HYDRANTS SHALL BE SUBMITTED TO THE
SPRINKLER PLAN CHECK UNIT FOR REVIEW AND APPROVAL

— PRIOR TO INSTALLATION PER FIRE CODE 901.2, COUNTY OF
LOS ANGELES, REGULATION 7
4, SEE FLOOR PLANS FOR STANDPIPE LOCATIONS WITHIN 130’ G E N E F O N G
OF ALL POINTS IN THE BUILDING. ASSOCIATES
5. SEE CIVIL PLANS FOR WORK AT SIDEWALKS, CURBS, ARCHITECTURE = PLANNING - INTERIORS
) GUTTERS AND DRIVEWAY APRONS. 1130 WESTWOOD BLVD, LOS ANGELER, CA 90004
- el . 2 el z el . 2 sl . 310 - 209:7620 310 - 209 - 75616 FAX
6. SEE CIVIL PLANS FOR WATER, ELECTRIC AND GAS METER
LOCATIONS. —
ol 1 . 7. SEE LANDSCAPE PLANS FOR NEW TREE LOCATIONS.
. | o | i1 e JL 8. AN APPROVED BUILDING ADDRESS AND IDENTIFICATION
= SHALL BE PROVIDED AND MAINTAINED SO AS TO BE PLAINLY
5 VISIBLE AND LEGIBLE FROM THE STREET FRONT. THE | STAYBRIDGE |
A NUMBERS SHALL CONTRAST WITH THEIR BACKGROUND, BE I” ”l
3 ) ARABIC NUMERALS OR ALPHABET LETTERS AND BE A MINIMUM SUITES
- N e * M * | * M - OF 4” HIGH WITH A MINIMUM STROKE WIDTH OF .5”

9. AN APPROVED KEY BOX IN ACCORDANCE WITH UL 1037
SHALL BE PROVIDED AS REQUIRED BY FIRE CODE 506. THE
LOCATION OF EACH KEY BOX SHALL BE DETERMINED BY THE

PARKING STRUCTURE
LEVEL 1
65 STALLS

132 TOTAL STALLS 10. THE REQUIRED FIRE FLOW FOR HYDRANTS AT THIS

LOCATION IS 2,250 GPM, AT 20 PS| RESIDUAL PRESSURE,
FOR A DURATION OF 2 HOURS OVER AND ABOVE MAXIMUM
DALY DOMESTIC DEMAND, PER FIRE CODE 507.3 PROJECT LOCATION:

i

11. ELEVATORS SHALL COMPLY WITH THE REQUIREMENTS SET
FORTH IN BUILDING CODE CHAPTER 30.

L A

2640 LAKEWOOD BLVD

“\
= |[=1=l=| | =l7=1=| | =l ==ll=¢ 12. BUILDINGS AND STRUCTURES WITH ONE OR MORE
- —oe———— PASSENGER ELEVATORS SHALL BE PROVIDED WITH NOT LESS LONG BEACH
— THAN ONE MEDICAL EMERGENCY SERVICE ELEVATOR TO ALL CALIFORNIA 90815

LANDINGS MEETING THE REQUIREMENTS OF 3002.4.1A
THROUGH 3002.4.7A

13. THIS BUILDING SHALL BE EQUIPPED WITH AN APPROVED DESIGN CONSULTANT:
AUTOMATIC FIRE SPRINKLER SYSTEM AS SET FORTH BY

BUILDING CODE 903 AND FIRE CODE 903. PLANS SHALL BE

SUBMITTED TO THE FIRE SPRINKLER PLAN CHECK UNIT FOR

REVIEW AND APPROVAL PRIOR TO INSTALLATION.

14. AN APPROVED CLASS 1 STANDPIPE SYSTEM AS SET
FORTH BY BUILDING CODE AND FIRE CODE 905 SHALL BE
PROVIDED. PLANS SHALL BE SUBMITTED TO THE SPRINKLER
PLAN CHECK UNIT FOR REVIEW AND APPROVAL PRIOR TO
INSTALLATION.

: 15. NO POINT WITHIN THE BUILDING SHALL BE MORE THAN
T 130" TRAVEL DISTANCE FROM A STANDPIPE OUTLET
CONNECTION, FIRE CODE 905.2.1.3

Q—kE) PARKING (N

RE-STRIPING)

LN

16. THE MEANS OF EGRESS AND EXIT DISCHARGE SHALL BE
I ILLUMINATED AT ANY TIME THE BUILDING IS OCCUPIED WITH A
LIGHT INTENSITY OF NOT LESS THAN 1 FOOT—CANDLE AT THE
| WALKING SURFACE LEVEL.

RAMP DOWN 34"
MAX SLOPE 1:12

17. THE POWER SUPPLY FOR MEANS OF EGRESS SUBMITTALS:
ILLUMINATION SHALL NORMALLY BE PROVIDED BY THE ON SITE

ELECTRICAL SUPPLY. IN THE EVENT OF POWER FAILURE, THE

EMERGENCY POWER SYSTEM SHALL PROVIDE POWER FOR A 1 | 5/21/15 |PLANNING SUBMITTAL

DURATION OF NOT LESS THAN 90 MINUTES AND SHALL 2 | 6/29/15 | BEGIN DESIGN DEV

CONSIST OF STORAGE BATTERIES, UNIT EQUIPMENT OR AN ON

SITE GENERATOR. 3 | 12/9/15 | PLANNING RE—SUBMITTAL
18. EGRESS DOORS SHALL SWING IN THE DIRECTION OF 4 | 12/23/15 |G PRELIMINARY DESIGN
EGRESS TRAVEL WHERE SERVING AN OCCUPANT LOAD OF 50 SUBMITTAL

OR MORE PERSONS. 5 | 1/28/16 | PLANNING RE-SUBMITTAL
19. EGRESS DOORS SHALL BE READILY OPENABLE FROM THE 6 | 3/28/16 | STE_PLAN REVIEW

EGRESS SIDE WITHOUT THE USE OF A KEY OR SPECIAL RE—SUBMITTAL
KNOWLEDGE OR EFFORT.

152
0" [FN)

(E)YBLDG 3 oasvs — _d

OLIDAY IN i EXE A (E) BLDG 2

FIRE PUMP
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PROVIDE NEW CONCRETE CURBS of

PER CIVIL, SEE LANDSCAPE |
PLANS FOR NEW LANDSCAPING
RN

e
<

| 1

20. PORTABLE FIRE EXTINGUISHERS SHALL BE INSTALLED IN
LOCATIONS AS REQUIRED BY FIRE CODE 906. ———————————————

REVISIONS:

o
—

NO POSTED SPEED LIMIT

L1
N
FDC

21. DUMPSTERS AND CONTAINERS WITH A CAPACITY OF 1.5
CUBIC YARDS OR MORE SHALL NOT BE STORED IN BUILDINGS
OR PLACED WITHIN 5 OF COMBUSTIBLE WALLS, OPENINGS OR
COMBUSTIBLE ROOF EAVES UNLESS AREAS CONTAINING

, e e | e | e | e | == | — DUMPSTERS OR CONTAINERS ARE PROTECTED BY AN

/6 SIGN 1 SIGN D APPROVED AUTOMATIC FIRE SPRINKLER SYSTEM.

ok
WILLOW STREET

STAYBRIDGE
LOADING
AREA

o 22. AN APPROVED FIRE ALARM SYSTEM SHALL BE PROVIDED
N \_ I ON SITE AND SUBMITTED FOR APPROVAL PRIOR TO
INSTALLATION, FIRE CODE ARTICLE 10072.9

594 SF
9 occ

NEW STAYBRIDGE
EMERGENCY
GENERATOR '

-*J¢L D

UMENT 23. COMPLY WITH TITLE 24, 310.9.1 REGARDING FIRE
WARNING SYSTEMS. SMOKE DETECTORS TO BE HARD WIRED
WITH A BATTERY BACKUP.
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- e e eee——— o
99°-10° 253

/
—— SITE AREA TABULATIONS

EXISTING DRAINAGE LOT SIZE : 242,511 SF

LOT COVERAGE : EXISTING BUILDINGS : 20,439 SF
EASEMENT SHOWN I LOT COVERAGE : PROPOSED BUILDINGS : 45,868 SF

HATCHED TOTAL PROPOSED LOT COVERAGE : 66,307 SF = 27%

CONSULTANT:

l 17-10"

PROPOSED HOTEL BUILDING AREA :
GROUND LEVEL : 16,489 SF

2ND FLOOR THRU 6TH FLOOR : 15,562 SF EACH
TOTAL BUILDING AREA : 78,737 SF SHEET TITLE:

RE

FLOOR AREA RATIO : 1.18 FAR

PARKING SIZE AND TYPES: PROPOSED

STANDARD STALL, 8'—6" x 18’, TOTAL COUNT = 367

/ : ACCESSIBLE STALLS, 9' x 18", TOTAL COUNT = 18 SITE PLAN

TOTAL PARKING COUNT = 385 STALLS

] CHEVRON

STATION

RE-STRIPING)

E) PARKING (N

HOTEL GUEST ROOMS :

EXISTING GUEST ROOMS TO REMAIN : 172
PROPOSED NEW GUEST ROOMS : 125
TOTAL GUEST ROOMS : 297

SCALE:

132'-3"

1" - 20!_0"

DATE:

LEGEND 3/28,/2016

NEW ELEC x " 26'-0” WIDE FIRE LANE s
SWITCHGEAR o SXCHK
ENCLOSURE -

- PROP. STORMWATER
QUALITY TREATMENT
DEVICE NONUMENT EF!N&

AY

3
el
24'-10 3/4”

25

>
AN

JOB NUMBER:

1338

SCE SWITCHGEAR

e

EEN

[SIGN 2] [SIGN 3]
®

— SHEET NUMBER:

N \ ~\ \ )/ _

D e Ry s |

243'-0" N

NORTH LAKEWOOD BLVD T A1.01

45 MPH SPEED LIMIT

L7 N 125'=1"
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DR-B1 | 3’-0" x 7'-0" BATHROOM SOLID CORE WOOD | OUT—SWING | NONE WOOD

DR-C | 3'-0" x 7'-0" BEDROOM SOLID CORE WOOD | IN—SWING NONE WOOD G E N E F O N G

DR—D | VARIES CLOSET SOLID CORE WOOD | BI-FOLD NONE WOOD ﬁ:\:xi/ ASSOCIATES
———————— 7 ARCHITECTURE = PLANNING - INTERIORS

1130 WESTWOOD BLVD, LOS ANGHES, CA 900M
810 -209-75620 310 - 2097516 FAX

DR—-E |3-0" x 7°-0" CONNECTOR | SOLID CORE WOOD | IN—SWING 20 MIN HOLLOW METAL : ~<_-~- T =>=<Z / | I
DR—F | 6'=0" x 7'-0" LIVING DUAL GLAZED SLD GLASS | NONE ALUMINUM :
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DOOR NOTES:

1. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL BE 20 MINUTE LABELED
2. ALL CORRIDOR DOORS SHALL BE PROVIDED WITH CLOSERS AND SMOKE SEALS.

3. ALL GUEST ROOM CORRIDOR DOORS SHALL BE SOLID CORE WOOD 2640 LAKEWOOD BLVD
4, ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH DEADBOLTS. GYP BD CLG LONG BEACH

5. ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH SMOKE SEALS —

6. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL PROVIDE HIGH STC RATINGS. 9-0" AFF GYP BD CLG CALIFORNIA 90815
7. SEE SHEET A7.01 FOR ADDITIONAL DOOR TYPE INFORMATION 80" AFF

-
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DESIGN CONSULTANT:

N

WINDOW NOTES: -
ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE DUAL GLAZED

ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE LOW—E

ALL GUEST ROOM EXTERIOR WINDOWS SHALL PROVIDE THERMAL BREAKS.

ALL GUEST ROOM EXTERIOR WINDOWS SHALL EXCEED THE MINIMUM STC RATINGS REQUIRED BY CODE.
EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW SOLAR HEAT GAIN COEFFICIENTS (SHGC)

EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW NON—SOLAR HEAT FLOW CONDUCTION RATES (U—FACTOR) / 1 T : T T 2
SEE SHEET A7.10 FOR ADDITIONAL WINDOW TYPE INFORMATION |
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GUEST ROOM NOTES:

1. SEE INTERIOR DESIGN DRAWINGS FOR ALL PAINT FINISHES, STAIN FINISHES, WALL COVERING SPECS, CARPET
SPECS, LAMINATE FLOORING SPECS, FLOOR TILE SPECS, WALL TILE SPECS, DOOR THRESHOLD SPECS,
FURNISHINGS, PLUMBING FIXTURES, VANITY FINISHES, INTERIOR WINDOW SILL SPECS

2. ALL INTERIOR WALL AND CEILING FINISHES SHALL BE CLASSIFIED FOR FIRE PERFORMANCE AND SMOKE

DEVELOPMENT IN ACCORDANCE WITH ASTM E84 AND UL 723 I

AT SUITES ONLY, PROVIDE SINK, UNDERCOUNTER REFRIGERATOR AND UNDER CABINET MICROWAVE AT SUBMITTALS:

KITCHENETTES

FIRE SPRINKLER DESIGN BUILD CONTRACTOR TO PROVIDE SIDE SPRAY SPRINKLERS

FLOOR AREAS SHOWN ARE TO INSIDE FACE OF PERIMETER WALLS

PUBLIC AREAS ADJACENT TO GUEST ROOMS MAY REQUIRE A HIGHER RATED WALL TYPE THEN SHOWN ON

THIS PLAN, REFER TO FLOOR PLANS FOR OCCURANCES.
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1 | 5/21/15 | PLANNING SUBMITTAL
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2 | 6/29/15 |BEGIN DESIGN DEV

3 | 12/9/15 | PLANNING RE-SUBMITTAL
4 [ 12/23/15 | HG PRELMINARY DESIGN

5 | 1/28/16 | PLANNING RE—SUBMITTAL
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SAFETY DEVICES

SYMBOL | DEVICE MOUNTING NOTES

CEILING MOUNTED AT ALL SLEEPING ROOMS AND
SMOKE ALARM / DETECTOR INTERIOR CORRIDORS SERVING GUESTROOMS, PER éLOWéRPFNOVﬂ%EJ A(():I-PI_:'I'SUSEgBLE
CBC 907.2.11.1

CEILING MOUNTED INSIDE ALL SLEEPING UNITS IN
@ CARBON MONOXIDE ALARM / DETECTOR WHICH FUEL BURNING APPLIANCES ARE INSTALLED,
PER CBC 420.4.1

4’—8" 16’—6"

AT 3A, PROVIDE ACCESSIBLE AT 2B, PROVIDE ACCESSIBLE 7-7 3/4 o
SHOWER IN LIEU OF TUB TUB IN LIEU OF SHOWER 7 =11

NOTES: 2)_101) 5)_111 8,—3" 4)_411 4)_411 4’_1 1/2" 5)_411 21_1 1,:

1. SMOKE DETECTORS SHALL BE HARD WIRED AND EQUIPED WITH A BATTERY BACK—UP SYSTEM.

2. SMOKE DETECTORS SHALL BE INSTALLED IN BEDROOMS AND AT EACH CORRIDOR ADJACENT TO THE BEDROOM. bl R EST
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ROOM TYPES

NOTES: S | ”W H
PROVIDE ASSISTIVE LISTENING DEVICES IN THE REQUIRED NUMBER OF ROOMS PER BUILDING CODE AND - o ‘ |
ADAAG 2004. SEE OVERALL FLOOR PLANS FOR ROOM LOCATIONS. | \UUJ

1. DISTRIBUTE HEARING IMPAIRED ROOMS AMONGST ALL CLASSES OF ROOMS INCLUDING SUITES. —

2. PLAQUES (EXCEPT AS NOTED): PROVIDE AS INDICATED. PLAQUES SHALL BE BLACK PHENOLIC WITH
1/4" WHITE ENGRAVED LETTERS. — |
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NOTES: : T 3/28/2016

1. ALL DIMS ARE CLEAR OR TO FACE OF FINISH UNLESS NOTED OTHERWISE.
SEE SHEETS A8.00 & A8.01 FOR WALL TYPES. , ., , ., , , PHASE:
FURNISHINGS ARE SHOWN FOR GRAPHIC PURPOSES ONLY, SEE INTERIOR DESIGN DRAWINGS FOR 4-11/4 { 4'—0" {3—11 1/2 2’5" \, 3'-10” L3—10 1/2 L 3-10 \, 2'-9” 8'-2" 13'-0”

ACTUAL FURNISHINGS AND LAYOUTS. 7 7 7 7 7 7
SEE INTERIOR DESIGN DRAWINGS FOR FLOOR TILE TYPE AND PATTERN. , .,
SEE INTERIOR DESIGN DRAWINGS FOR ROOM ELEVATIONS. 13'-0" g —2" 17'-4 1/2
REFER TO FLOOR PLAN DRAWINGS FOR ROOM OCCURANCE WITHIN THE FLOOR LEVEL. JOB NUMBER:

REFER TO FLOOR PLAN DRAWINGS FOR ADDITIONAL INFORMATION. 1338
. SEE SHEET A9.02 FOR ACCESSIBLE TUB, SHOWER AND VANITY DETAILS.

10. SEE INTERIOR DESIGN DRAWINGS FOR DL (DESIGNER LIGHTING) FIXTURES.
11. ALL TOILET ROOM FLOORS TO HAVE SMOOTH NON—ABSORBENT CERAMIC TILE FINISH. SHEET NUMBER:

12. ALL BATHROOM GLASS PANELS TO BE TEMPERED.
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DOOR DOOR SIZE ROOM DOOR DOOR FIRE FRAME
NUMBER TYPE MATERIAL SWING RATING TYPE
DR-A | 3'—=0" x 7'=0" | ENTRY SOLID CORE WOOD | IN—=SWING | 20 MIN HOLLOW METAL
DR-B | 3'—4" x 77—0” | BATHROOM | SOLID CORE WOOD | SLIDING NONE WOOD
DR-B1 | 3'=0” x 7'—=0" | BATHROOM | SOLID CORE WOOD | OUT—SWING | NONE WOOD
DR-C | 3'—0" x 7'-0" | BEDROOM | SOLID CORE WOOD | IN—SWING | NONE WOOD GYP BD CLG OYP BD CLG GENE FONG
DR—D | VARIES CLOSET SOLID CORE WOOD | BI-FOLD NONE WOOD 8'—0" AFF 8'—0" AFF ASSOCIATES
—— — ARCHITECTURE = PLANNING = INTERIORS
DR—-E | 3'-0" x 7'=0 CONNECTOR | SOLID CORE WOOD | IN=SWING | 20 MIN HOLLOW METAL
7 7 / 1130 WESTWOOD BLVD, LOS ANGEES, CA 50024
DR—F | 6'=0" x 7'=0" | LIVING DUAL GLAZED SLD GLASS | NONE ALUMINUM 310 - 2097520 310 -~ 209 -7616 FAX
R ] r— 1 T =
() 7 L | | | 1 [ 1 B | PROJECT:
: | ; | / | ZZ
L F——— | F———n A GYP BD CLG F———1 A GYP BD CLG
GUEST ROOM WINDOW SCHEDULE ® r—= N | @ ® o¥P 8D 0l ® @ | I o ¥ 50" AT P 8D oL ® | | e e @ 50" AFF
I HVAC I I HVAC | GYP BD CLG | A ® | | HVAC I ® I OVAH I | O -
| | L 1 8-0 AF | N 8'-0" AFF | L 8'-0" AFF L | STAYBR")GE
WINDOW | WINDOW SIZE ROOM WINDOW GLAZING I L———J 1 % 7 T 1 I~
TYPE (WIDTH X HEIGHT) TYPE FRAME TYPE TYPE | Z i | | SUITES
| o | GYP BD CLG N GYP BD CLG A |
WN—11| 6'=0" x 7°—0" | LVWING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW—E | & | 9—0" AFF ‘lLl/ o 9—0" AFF % & |
GYP BD CLG GYP BD CLG GYP BD CLG
WN—12| 6'=0" x 4'—6" | LIVING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW—E ' 50" AFF ® | | ® 8'—0" AFF /L\LD 8'—0" AFF
_ | _ _
__________ % % 1 T L_H . 7 . L STAYBRIDGE SUITES
GYP BD CLG /
© 8'—0" AFF .
DOOR NOTES: A GYP BD CLG A GYP BD CLG PROJECT LOCATION:
1. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL BE 20 MINUTE LABELED GYP BD CLG Py N T—0" AFF N 9—0" AFF
2. ALL CORRIDOR DOORS SHALL BE PROVIDED WITH CLOSERS AND SMOKE SEALS. = &
3. ALL GUEST ROOM CORRIDOR DOORS SHALL BE SOLID CORE WOOD -
4. ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH DEADBOLTS. 2640 LAKEWOOD BLVD
5. ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH SMOKE SEALS LONG BEACH
6. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL PROVIDE HIGH STC RATINGS.
7. SEE SHEET A7.01 FOR ADDITIONAL DOOR TYPE INFORMATION CALIFORNIA 90815
GYP BD CLG AN GYP BD CLG A
9'~0" AFF N 9'-0” AFF b
DESIGN CONSULTANT:
—
WINDOW NOTES: 722 | 7 | Y T
1. ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE DUAL GLAZED
2. ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE LOW—E GYP BD CLG
3. ALL GUEST ROOM EXTERIOR WINDOWS SHALL PROVIDE THERMAL BREAKS. 50" AFF GTP PD CLG GTP FD CLG
4. ALL GUEST ROOM EXTERIOR WINDOWS SHALL EXCEED THE MINIMUM STC RATINGS REQUIRED BY CODE. - 8'-0" AFF 8'-0" AFF
5. EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW SOLAR HEAT GAIN COEFFICIENTS (SHGC)
6. EXTERIOR WINDOWS SHALL BE SPEC’'D WITH LOW NON—SOLAR HEAT FLOW CONDUCTION RATES (U—FACTOR) p
7. SEE SHEET A7.10 FOR ADDITIONAL WINDOW TYPE INFORMATION : / 3
; fi—F T / - — =
GUEST ROOM NOTES:
1. SEE INTERIOR DESIGN DRAWINGS FOR ALL PAINT FINISHES, STAIN FINISHES, WALL COVERING SPECS, CARPET
SPECS, LAMINATE FLOORING SPECS, FLOOR TILE SPECS, WALL TILE SPECS, DOOR THRESHOLD SPECS,
FURNISHINGS, PLUMBING FIXTURES, VANITY FINISHES, INTERIOR WINDOW SILL SPECS
2. ALL INTERIOR WALL AND CEILING FINISHES SHALL BE CLASSIFIED FOR FIRE PERFORMANCE AND SMOKE
DEVELOPMENT IN ACCORDANCE WITH ASTM E84 AND UL 723 —————————
3. AT SUITES ONLY, PROVIDE SINK, UNDERCOUNTER REFRIGERATOR AND UNDER CABINET MICROWAVE AT SUBMITTALS.
KITCHENETTES :
4. FIRE SPRINKLER DESIGN BUILD CONTRACTOR TO PROVIDE SIDE SPRAY SPRINKLERS
5. FLOOR AREAS SHOWN ARE TO INSIDE FACE OF PERIMETER WALLS 1 | 5/21/15 | PLANNING SUBMITTAL
6. PUBLIC ARFAS ADJACENT TO GUEST ROOMS MAY REQUIRE A HIGHER RATED WALL TYPE THEN SHOWN ON
THIS PLAN, REFER TO FLOOR PLANS FOR OCCURANCES. 2 | 6/29/15 |BEGIN DESIGN DEV
3 | 12/9/15 | PLANNING RE-SUBMITTAL
+ | 12/23/15 |G PRELIMINARY DESIGN
5 | 1/28/16 | PLANNING RE-SUBMITTAL
» ) » b3} ) by » ) ”
DOOR AND WINDOW SCHEDULES 5 RCP — QUEEN QUEEN 1 BED 1/4 = 1'=0 RCP — KING 1 BED 1/4 = 1'=0 RCP — QUEEN QUEEN 1 BED 1/4 = 1'=0 6 | 3/28/16 | STELAN REVIEW
|
REVISIONS:
SYMBOL | DEVICE MOUNTING NOTES
CEILING MOUNTED AT ALL SLEEPING ROOMS AND
SMOKE ALARM / DETECTOR INTERIOR CORRIDORS SERVING GUESTROOMS, PER
CBC 907.2.11.1
CEILING MOUNTED INSIDE ALL SLEEPING UNITS IN
@ CARBON MONOXIDE ALARM / DETECTOR WHICH FUEL BURNING APPLIANCES ARE INSTALLED,
PER CBC 420.4.1
NOTES: ) » ) ”» ) ) ) ”» ) » ) » 5’ '] 1/4_" ']’ '] 3/4"
1. SMOKE DETECTORS SHALL BE HARD WIRED AND EQUIPED WITH A BATTERY BACK—UP SYSTEM. 9'-3 1/4 5-11/4  1'-1 3/4 s >0 103 44 44 105 .
2. SMOKE DETECTORS SHALL BE INSTALLED IN BEDROOMS AND AT EACH CORRIDOR ADJACENT TO THE BEDROOM. 7 1 1
~ = ~ o = - — DISH R N
= D b — L — T = > |/ I v R o o IR Rl 72N >
> rerRiG IL_L=J * | E=J | rerric| - . 7 | wasH | (& ° >
| 7 | | ) ~ REFRIG ||_WASH |
- I | L STOVE i 1 - ™~ | - —N¢ N N | _|
o o g - ==7 [ N STOVE L — — - < Tlo N ~ ~
, DEVICES FOR THE HEARING IMPAIRED 0~+¥d /= 0 / | i \ S / :
\ | | / | ~ | " Eﬁ X
/ > > - ) e > - N\ x 7 S| e = >
i DA 7 -l @ i - P N= > s Al Ly @
SYMBOL | DEVICE MOUNTING NOTES ¥ o~ 1 1212 /- e . 52| ~_ 11—~ HrJ \,,_r <
— = R = -
@ SUTTON FOR DOOR SIGNAL OUTSIDE DOOR ON STRIKE SIDE, +48” AFF - : L~ % | M L | Lt 77 ‘ i
PE FACTORY LABEL ON COVER PLATE - | \ ‘\ O Ei@ . 5 ! oA : CONSULTANT:
: G '
@ T1 | 2-GANG BOX WITH MOUNT IN SOFFIT OR CABINET, PROVIDE ACCESS | / % \ —E | - - N | -
TRANSFORMER FOR DOOR BELL PANEL AS NEEDED S | / \ ~1A | | <~ | -
WALL AT ENTRY DOOR, GANG W/ LIGHT SWITCH B [T nioy | /DR-E  DR-E ] ! 7 ¥ h ‘ e "‘I*
: , DISH ; ;
DDS| | DOORBELL DISABLE SWITCH PROVIDE "DOORBELL DISABLE SWITCH” PLAQUE g gl = <& - 22 3 Z - pu - : & ] %/” Vo
REFRIG (L WASH - ) fan X .
POINT ADDRESSIBLE MOUNT 4” — 12" BELOW CEILING === STOVE RN —= N / L h h S \ -
}—@q SMOKE DETECTOR W/ SOUNDER MOUN n N \ / — o 2 : \
BASE PLUS STROBE LIGHT FIRE™ LABEL INTEGRAL TO DEVICE. ‘ 9 \ - \_ ) - - / %) }
A A || 4’\@ | p— Q\/% : 0.
Y HORN STROBE FOR DOOR SIGNAL MOUNT 80" AFF ! ‘ ; 79 % / \ O y @/ SHEET TITLE:
—| / | - \\‘
N I - Wﬂ I |
» * f % S - i e ]
] —| Y
NOTES: % — | i - % = | | = ROOM TYPES
PROVIDE ASSISTIVE LISTENING DEVICES IN THE REQUIRED NUMBER OF ROOMS PER BUILDING CODE AND ~ I I = ¥ : -
ADAAG 2004. SEE OVERALL FLOOR PLANS FOR ROOM LOCATIONS. - \ 1 Fﬂ - -5 . T
| - - | - 0
1. DISTRIBUTE HEARING IMPAIRED ROOMS AMONGST ALL CLASSES OF ROOMS INCLUDING SUITES. B Mu — — | % X (m -
2. PLAQUES (EXCEPT AS NOTED): PROVIDE AS INDICATED. PLAQUES SHALL BE BLACK PHENOLIC WITH — , | - \ ‘u‘j f — . . / M‘U‘ | SCALE:
1/4” WHITE ENGRAVED LETTERS. N\ = \ L L =
i - § § 21 1)! 4!_0" 11_9)! | I |
- I | | -
> | (29 @ @ | DATE:
NOTES: S // — © © 3/28/2016
1. ALL DIMS ARE CLEAR OR TO FACE OF FINISH UNLESS NOTED OTHERWISE. % — /
2. SEE SHEETS A8.00 & A8.01 FOR WALL TYPES. % Z L 2 L | % SHASE:
3. FURNISHINGS ARE SHOWN FOR GRAPHIC PURPOSES ONLY, SEE INTERIOR DESIGN DRAWINGS FOR { { [ [ y \’ \’ y :
ACTUAL FURN'SH'NGS AND LAYOUTS. , ” L » N ” L » ' ” N » ' ” ' ” N 2 ' ” 1 ” , ” 4’_6 3 4” 4’—0" 4’_1 1 4”
4. SEE INTERIOR DESICN DRAWINGS FOR FLOOR TILE TYPE AND PATTERN. 6'-0 6’7 1/4 3-9 3-9 1/4 4-6 3/4 4'-0 4-1.1/4 4-01/4 L A 4-73/4 ¥-9 1/4 41 . .
5. SEE INTERIOR DESIGN DRAWINGS FOR ROOM ELEVATIONS. 2 , ) 2 2
7. REFER TO FLOOR PLAN DRAWINGS FOR ROOM OCCURANCE WITHIN THE FLOOR LEVEL. 33-5 1/2 21'—2" 21'=2" JOB NUMBER:
8. REFER TO FLOOR PLAN DRAWINGS FOR ADDITIONAL INFORMATION. 1338
9. SEE SHEET A9.02 FOR ACCESSIBLE TUB, SHOWER AND VANITY DETAILS.
10. SEE INTERIOR DESIGN DRAWINGS FOR DL (DESIGNER LIGHTING) FIXTURES.
11. ALL TOILET ROOM FLOORS TO HAVE SMOOTH NON—ABSORBENT CERAMIC TILE FINISH. SHEET NUMBER:
12. ALL BATHROOM GLASS PANELS TO BE TEMPERED.
» ) bR} b3} ) b3} bR} ) b3}
SCHEDULES AND NOTES 4 ROOM TYPE — QUEEN QUEEN 1 BED 1/4 = 1 =0 3 ROOM TYPE — KING 1 BED 1/4 = 1 =0 2 ROOM TYPE — QUEEN QUEEN 1 BED 1/4 = 1'=0 1
COPYRIGHT 2015, GENE FONG ASSOCIATES
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>
GUEST ROOM DOOR SCHEDULE = |
W l ? /
| Z
DOOR ROOM DOOR DOOR FIRE FRAME
NUMBER |  DOOR SIZE TYPE MATERIAL SWING RATING TYPE CYP BD CLG D | /
9'-0" AFF l N | | y
DR-A | 30" x 7°-0” | ENTRY SOLID CORE WOOD | IN—SWING |20 MIN HOLLOW METAL 7
DR-B | 3'—4” x 7°-0” | BATHROOM | SOLID CORE WOOD | SLIDING NONE WOOD GYP BD CLG s
DR-B1 | 3'=0" x 7'—0" | BATHROOM | SOLID CORE WOOD | OUT—SWING | NONE WOOD / 8’0" AFF Y o /
DR-C |3'—0” x 7°-0” | BEDROOM | SOLID CORE WOOD |IN—SWING | NONE WOOD Z / G E N E F O N G
DR—D | VARIES CLOSET SOLID CORE WOOD | BI-FOLD NONE WOOD / ASSOCIATES
DR-E |3'—0” x 7°-0” | CONNECTOR | SOLID CORE WOOD |IN—SWING |20 MIN HOLLOW METAL l 2 / ARCHITECTURE = PLANNING - INTERIORS
X 1130 WESTWOOD BLVD, LOS ANGELES, CA 9004
DR—F | 6—=0" x 7=0” | LIVING DUAL GLAZED SLD GLASS | NONE ALUMINUM 7 B B [ - N | Sy ———— / 310 - 209-7520 310 - 209 - 7516 FAX
P L
[ ] PROJECT:
g k == : | B | GYP BD CLG ®———"
/ - 8'—0" AFF | |
GUEST ROOM WINDOW SCHEDULE = : o ® T I
GYP BD CLG AN TS | L —— O O
9'—0" AFF ~ | F———n STAYBRIDGE
WINDOW | WINDOW SIZE ROOM WINDOW GLAZING - Y | ' '
TYPE  |(WIDTH X HEIGHT) TYPE FRAME TYPE TYPE - L , ' HVAC ' - SUITES
| ”
WN—11|6'=0" x 7°=0" | LVING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW—E | o L———d Z
WN—12| 6'=0” x 4'—6" | LIVING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW—E GYP BD CLG ! A Jan GYP BD CLG GYP BD CLG A
50" AT TP b 8'~0" AFF 0" AFF % STAYBRIDGE SUITES
2 r
oYP B0 CIG s v PROJECT LOCATION:
DOOR NOTES: 8'—0" AFF V g A :
1. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL BE 20 MINUTE LABELED g 2
2. ALL CORRIDOR DOORS SHALL BE PROVIDED WITH CLOSERS AND SMOKE SEALS. SYP BD CLG : N : .
3. ALL GUEST ROOM CORRIDOR DOORS SHALL BE SOLID CORE WOOD
4. ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH DEADBOLTS. 8'—0" AFF | NEAN 2 >S< o GTP "BD CLe 2640 LAKEWOOD BLVD
5. ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH SMOKE SEALS | / @i 8'-0" AFF LONG BEACH
6. ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL PROVIDE HIGH STC RATINGS. r——=—1 u -
| |
7. SEE SHEET A7.01 FOR ADDITIONAL DOOR TYPE INFORMATION 2] I | A GYP BD CLG | -——" CALIFORNIA 90815
| | HVAC | N 8'—0" AFF | | | d L
o | L———J | | HVAC | AV GYP BD CLG
| & & | | o & — DESIGN CONSULTANT:
GYP BD CLG s | GYP BD CLG | A 8—-0" AFF
WINDOW NOTES: 8'-0" AFF g | 8'-0" AFF : 14
1. ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE DUAL GLAZED | % T ———
2. ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE LOW-E L]
3. ALL GUEST ROOM EXTERIOR WINDOWS SHALL PROVIDE THERMAL BREAKS.
4. ALL GUEST ROOM EXTERIOR WINDOWS SHALL EXCEED THE MINIMUM STC RATINGS REQUIRED BY CODE. ,
5. EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW SOLAR HEAT GAIN COEFFICIENTS (SHGC) / GYP BD CLG Jan
6. EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW NON-SOLAR HEAT FLOW CONDUCTION RATES (U—FACTOR) 9'-0" AFF N
7. SEE SHEET A7.10 FOR ADDITIONAL WINDOW TYPE INFORMATION WN—1 WN—1
| e— /| m— GYP BD CLG =
il Jan
9'-0” AFF N
GUEST ROOM NOTES:
1. SEE INTERIOR DESIGN DRAWINGS FOR ALL PAINT FINISHES, STAIN FINISHES, WALL COVERING SPECS, CARPET
SPECS, LAMINATE FLOORING SPECS, FLOOR TILE SPECS, WALL TILE SPECS, DOOR THRESHOLD SPECS,
FURNISHINGS, PLUMBING FIXTURES, VANITY FINISHES, INTERIOR WINDOW SILL SPECS 7
2. ALL INTERIOR WALL AND CEILING FINISHES SHALL BE CLASSIFIED FOR FIRE PERFORMANCE AND SMOKE
DEVELOPMENT IN ACCORDANCE WITH ASTM E84 AND UL 723 ——————————
3. AT SUITES ONLY, PROVIDE SINK, UNDERCOUNTER REFRIGERATOR AND UNDER CABINET MICROWAVE AT SUBMITTALS:
KITCHENETTES -
4. FIRE SPRINKLER DESIGN BUILD CONTRACTOR TO PROVIDE SIDE SPRAY SPRINKLERS . r /
5. FLOOR AREAS SHOWN ARE TO INSIDE FACE OF PERIMETER WALLS / 1 ] 5/21/15 [PLANNING SUBMITTAL
6. PUBLIC AREAS ADJACENT TO GUEST ROOMS MAY REQUIRE A HIGHER RATED WALL TYPE THEN SHOWN ON
THIS PLAN, REFER TO FLOOR PLANS FOR OCCURANCES. 2 | 6/29/15 | BEGIN DESIGN DEV
3 | 12/9/15 | PLANNING RE—SUBMITTAL
+ | 12/23/15 | IS, PRELMINARY DESIGN
5 | 1/28/16 | PLANNING RE—SUBMITTAL
bR ) b2 1)) ) b2 b2 ) 2
DOOR AND WINDOW SCHEDULES 5 | RCP — KING 1 STUDIO 1/4” = 1’=0” | 3A | RCP — KING 5 STUDIO 1/4” = 10" | 2A | RCP — KING 2 BED /8 = -0 | 1A | |+ v [mmee
21_0)1 121_6): ?’_6 3/4" 51_011
|
o ) REVISIONS:
‘ % 2
SR I e . f
D A ' .
SAFETY DEVICES : | W
- | o
SYMBOL | DEVICE MOUNTING NOTES §' : D@
CEILING MOUNTED AT ALL SLEEPING ROOMS AND ) | : A
SMOKE ALARM / DETECTOR INTERIOR CORRIDORS SERVING GUESTROOMS, PER T \ ?
i % O |7
CBC 907.2.11.1 S \ 4l
CEILING MOUNTED INSIDE ALL SLEEPING UNITS IN XN W
@ CARBON MONOXIDE ALARM / DETECTOR WHICH FUEL BURNING APPLIANCES ARE INSTALLED, S~ S
PER CBC 420.4.1 ¥ ] DE\\ o
NOTES: '3 5-0" 65 1/2" 44 . =\ SN ] »
: 17'~4 1/2" 2 Y <. <)
1. SMOKE DETECTORS SHALL BE HARD WIRED AND EQUIPED WITH A BATTERY BACK—UP SYSTEM. - - == |O | A & |
2. SMOKE DETECTORS SHALL BE INSTALLED IN BEDROOMS AND AT EACH CORRIDOR ADJACENT TO THE BEDROOM. [ 7 7777777,
/ === DISH | (F\ﬁi 1
. Z u - Iy 77 IS FY
S Fmsrﬂ J i wasH (=S ) Rerric ||
¥ P - £ | WASH A I P STOVE; — — -
b7 z - — — =
: " 7 Tl . 10 =
< ; ’/ L \ =0 ! |
7 > 3 _ %E 51 z;: \ | o 2 I
- —— DN e
) DEVICES FOR THE HEARING IMPAIRED ; = © Y g ) ,
L | - | Lo ~ | /
—nl__" 2 nd NN 1
SYMBOL | DEVICE MOUNTING NOTES N ~ ‘ %L 1% = [ DR—A
&g 4/ R A
OUTSIDE DOOR ON STRIKE SIDE, +48" AFF : | : O Z CONSULTANT:
s N | <+ -
(® | Button For DooR SIGNAL N | N | | / ;
PB FACTORY LABEL ON COVER PLATE > — | > | e 17 9 .
~ | — () Z NI
[ ‘\ — | L = >
@ T1 | 2-GANG BOX WITH MOUNT IN SOFFIT OR CABINET, PROVIDE ACCESS “ \ N A = N | "
TRANSFORMER FOR DOOR BELL PANEL AS NEEDED - \ ~ | I - A T
vl C w| ® o
WALL AT ENTRY DOOR, GANG W/ LIGHT SWITCH, — | i w|
DDS| | DOORBELL DISABLE SWITCH PROVIDE "DOORBELL DISABLE SWITCH” PLAQUE C A o 7
POINT ADDRESSIBLE n ” . : N
(@) | SMOKE_DETECTOR W/ SOUNDER MOUNT 4" — 12" BELOW CEILING R . * /7S N\ R v %
BASE PLUS STROBE LIGHT FIRE™ LABEL INTEGRAL TO DEVICE. i N - T ‘ - A i il N
AT A - & « ~ i = &H L) SHEET TITLE:
\V4 I N ~ | ! N :
H HORN STROBE FOR DOOR SIGNAL MOUNT 80" AFF > : _Eg N\ \ | <©>> & O ~N - l‘ m <
] | P “ | / 5 > ] @j =
V | REMOTE STROBE FIRE/DOOR SIG . ¥ o Y o il
MOUNT 80" AFF . N EE . I ) i N O] i ROOM TYPES
—— T ! T = : | T 3
NOTES: 5 q - - e 7 \ Q | = / ) :
PROVIDE ASSISTIVE LISTENING DEVICES IN THE REQUIRED NUMBER OF ROOMS PER BUILDING CODE AND R ) R /o< I = | y 3 "
ADAAG 2004. SEE OVERALL FLOOR PLANS FOR ROOM LOCATIONS. e % 4 ﬁdf / | > | S )
IC: | = / o ] . | ~
1. DISTRIBUTE HEARING IMPAIRED ROOMS AMONGST ALL CLASSES OF ROOMS INCLUDING SUITES. @l@ 2 ol 14 0 i SCALE:
) _ | 7 / !
T S DISH | 4 —— ’
2. PLAQUES (EXCEPT AS NOTED): PROVIDE AS INDICATED. PLAQUES SHALL BE BLACK PHENOLIC WITH - L 1= . 1
1/4" WHITE ENGRAVED LETTERS. WASH | | ! .
N / | =N DATE:
/ I :
. I
’ o ’ » ! ” ’ » — — - 9 % \ ——— 3/28/201 6
-3 5'—0 6'-5 1/2 4-4 WN=1 S WN—1 k 4
7 2 n I\
NOTES: ] | — /| m— 2 | ) PHASE.
1. ALL DIMS ARE CLEAR OR TO FACE OF FINISH UNLESS NOTED OTHERWISE. 17'-4 1/2" | %
2. SEE SHEETS A8.00 & A8.01 FOR WALL TYPES. o o , , o o T | — J
3. FURNISHINGS ARE SHOWN FOR GRAPHIC PURPOSES ONLY, SEE INTERIOR DESIGN DRAWINGS FOR 2'-8 3-10 3-8 1/2 3'-10 2'-8 = = =
ACTUAL FURNISHINGS AND LAYOUTS. 7 ~ [ ‘
4. SEE INTERIOR DESIGN DRAWINGS FOR FLOOR TILE TYPE AND PATTERN. 2 JOB NUMBER:
5. SEE INTERIOR DESIGN DRAWINGS FOR ROOM ELEVATIONS. 17'=4 1/2" : || 1338
7. REFER TO FLOOR PLAN DRAWINGS FOR ROOM OCCURANCE WITHIN THE FLOOR LEVEL. = (-
8. REFER TO FLOOR PLAN DRAWINGS FOR ADDITIONAL INFORMATION. | -
9. SEE SHEET A9.02 FOR ACCESSIBLE TUB, SHOWER AND VANITY DETAILS. o €N SHEET NUMBER:
10. SEE INTERIOR DESIGN DRAWINGS FOR DL (DESIGNER LIGHTING) FIXTURES. -
11. ALL TOILET ROOM FLOORS TO HAVE SMOOTH NON—ABSORBENT CERAMIC TILE FINISH.
12. ALL BATHROOM GLASS PANELS TO BE TEMPERED.
41_0"
b3 b b3 b3 ) 9 b3 ) 1)
SCHEDULES AND NOTES 4 ROOM TYPE — KING 1 STUDIO 1/47 = 1'=0 3 ROOM TYPE — KING 5 STUDIO 1/4” = 1'=0 2 ROOM TYPE — KING 2 BED 1/4" = 1'-0 1
COPYRIGHT 2015, GENE FONG ASSOCIATES
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GUEST ROOM DOOR SCHEDULE

DOOR DOOR SIZE ROOM DOOR DOOR FIRE FRAME
NUMBER TYPE MATERIAL SWING RATING TYPE

DR-A |[3'-0" x 7°-0" ENTRY SOLID CORE WOOD | IN—SWING 20 MIN HOLLOW METAL

DR-B | 3'—-4" x 7°-0" BATHROOM SOLID CORE WOOD | SLIDING NONE WOOD

DR-B1 | 3'-0" x 7'-0" BATHROOM SOLID CORE WOOD | OUT—SWING | NONE WOOD

DR-C |[3'-0" x 7°-0" BEDROOM SOLID CORE WOOD | IN—SWING NONE WOOD G E N E F O N G

DR-D | VARIES CLOSET SOLID CORE WOOD | BI—FOLD NONE WOOD / , , i ASSOCIATES
Z i T A : i =l : ARCHITECTURE = PLANNING - INTERIORS

CA 9004

1130 WESTWOOD BLVD, LOS ANGHES,
DR-F |[6'-0" x 7°-0" LIVING DUAL GLAZED SLD GLASS | NONE ALUMINUM GYP BD CLG GYP BD CLG 31020975620 310 - 209 - 7616 FAX

A AN
9'—0" AFF S 9'-0" AFF N

N
N

DR-E | 3'-0" x 7'-0" CONNECTOR | SOLID CORE WOOD | IN—SWING 20 MIN HOLLOW METAL

PROJECT:

GUEST ROOM WINDOW SCHEDULE = - .
GYP BD CLG A
WINDOW |  WINDOW SIZE ROOM WINDOW GLAZING 8'—0" AFF N I]]S-:AYBNDGE [l]

TYPE | (WIDTH X HEIGHT) TYPE FRAME TYPE TYPE UITES

WN—11|6'=0" x 7'=0" | LIVING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW—E GYP BD CLG GYP BD CLG

N
WN-12| 6’0" x 4’—6” | LIVING / BEDROOM ALUMINUM FIXED / SLIDER DUAL GLAZED, LOW-E 9'-0" AFF N 9'-0" AFF

s

STAYBRIDGE SUITES

DOOR NOTES: PROJECT LOCATION:

ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL BE 20 MINUTE LABELED
ALL CORRIDOR DOORS SHALL BE PROVIDED WITH CLOSERS AND SMOKE SEALS. I I %, 1 Y7,
ALL GUEST ROOM CORRIDOR DOORS SHALL BE SOLID CORE WOOD GYP BD CLG
ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH DEADBOLTS. {0 h————— T I ——
ALL GUEST ROOM CONNECTOR DOORS SHALL BE PROVIDED WITH SMOKE SEALS 8-0" AFF
ALL GUEST ROOM CORRIDOR AND CONNECTOR DOORS SHALL PROVIDE HIGH STC RATINGS. [ ——\| | — —
SEE SHEET A7.01 FOR ADDITIONAL DOOR TYPE INFORMATION

GYP BD CLG
8'-0" AFF

| 2640 LAKEWOOD BLVD
| SYP BD CLG LONG BEACH
© : ® CALIFORNIA 90815

8'—0" AFF
. r———1
— 7 L —
o r- ree | OVAH |

| |
HVAC
@ ' ' $ I | $

u L —J

-

-

NooruwNpS

DESIGN CONSULTANT:

WINDOW NOTES: $ '
ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE DUAL GLAZED
ALL GUEST ROOM EXTERIOR WINDOWS SHALL BE LOW-E S 1

L-
ALL GUEST ROOM EXTERIOR WINDOWS SHALL PROVIDE THERMAL BREAKS. | ] ’ 2] 7
ALL GUEST ROOM EXTERIOR WINDOWS SHALL EXCEED THE MINIMUM STC RATINGS REQUIRED BY CODE. {R e 1 _ {R

EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW SOLAR HEAT GAIN COEFFICIENTS (SHGC)
EXTERIOR WINDOWS SHALL BE SPEC'D WITH LOW NON—SOLAR HEAT FLOW CONDUCTION RATES (U—FACTOR) 7 X 7% 7%

SEE SHEET A7.10 FOR ADDITIONAL WINDOW TYPE INFORMATION
\ GYP BD CLG \ GYP BD CLG \ GYP BD CLG

8'-0" AFF 8'-0" AFF 8'-0" AFF

No OGS

GUEST ROOM NOTES:

1. SEE INTERIOR DESIGN DRAWINGS FOR ALL PAINT FINISHES, STAIN FINISHES, WALL COVERING SPECS, CARPET
SPECS, LAMINATE FLOORING SPECS, FLOOR TILE SPECS, WALL TILE SPECS, DOOR THRESHOLD SPECS,
FURNISHINGS, PLUMBING FIXTURES, VANITY FINISHES, INTERIOR WINDOW SILL SPECS

2. ALL INTERIOR WALL AND CEILING FINISHES SHALL BE CLASSIFIED FOR FIRE PERFORMANCE AND SMOKE

DEVELOPMENT IN ACCORDANCE WITH ASTM E84 AND UL 723 ——

AT SUITES ONLY, PROVIDE SINK, UNDERCOUNTER REFRIGERATOR AND UNDER CABINET MICROWAVE AT

FIRE SPRINKLER DESIGN BUILD CONTRACTOR TO PROVIDE SIDE SPRAY SPRINKLERS

FLOOR AREAS SHOWN ARE TO INSIDE FACE OF PERIMETER WALLS 1 | 5/21/15 | PLANNING SUBMITTAL

PUBLIC AREAS ADJACENT TO GUEST ROOMS MAY REQUIRE A HIGHER RATED WALL TYPE THEN SHOWN ON

THIS PLAN, REFER TO FLOOR PLANS FOR OCCURANCES. 2 | 6/29/15 |BEGIN DESIGN DEV

ous W

3 | 12/9/15 | PLANNING RE-SUBMITTAL
4 [ 12/23/15 | HG PRELMINARY DESIGN

5 | 1/28/16 | PLANNING RE—SUBMITTAL

DOOR AND WINDOW SCHEDULES D RCP — KING QUEEN 2 BED ADA 1/47 = 1"'=0" RCP — KING QUEEN 2 BED 1/47 = 1"'=0" RCP — KING /7 STUDIO 1/4" = 1'=0" 6 | 3/28/16 | STEPLAN REVIEW

RE—SUBMITTAL

REVISIONS:

SAFETY DEVICES

SYMBOL | DEVICE MOUNTING NOTES

CEILING MOUNTED AT ALL SLEEPING ROOMS AND 335 1/2" 19'_g"
SMOKE ALARM / DETECTOR INTERIOR CORRIDORS SERVING GUESTROOMS, PER —
CBC 907.2.11.1

CEILING MOUNTED INSIDE ALL SLEEPING UNITS IN , \ , \ o o o
@ CARBON MONOXIDE ALARM / DETECTOR WHICH FUEL BURNING APPLIANCES ARE INSTALLED, 4-0" 4'-0" 4'-0" 8’9" F-1m/2"  g-0n 41 1/4 40 4-0 40
PER CBC 420.4.1

NOTES:

1. SMOKE DETECTORS SHALL BE HARD WIRED AND EQUIPED WITH A BATTERY BACK—UP SYSTEM.
2. SMOKE DETECTORS SHALL BE INSTALLED IN BEDROOMS AND AT EACH CORRIDOR ADJACENT TO THE BEDROOM.

A———— A Z

NSY,

5-11/2"

4-6 1/4"

Y DEVICES FOR THE HEARING IMPAIRED @ ) - E ,ﬁ S I

SYMBOL | DEVICE MOUNTING NOTES

CONSULTANT:

OUTSIDE DOOR ON STRIKE SIDE, +48" AFF
gg BUTTON FOR DOOR SIGNAL FACTORY LABEL ON COVER PLATE

17=2 1/4”
|
— =
|

~——
—

18’—2"

ADA BATH LAYOUT FOR KING QUEEN 2 BEDROOM UNIT, REFER [
@ T1 | 2-GANG BOX WITH MOUNT IN SOFFIT OR CABINET, PROVIDE ACCESS TO DETAIL 2 FOR ALL OTHER DIMENSIONS AND LAYOUT INFO M |- [

TRANSFORMER FOR DOOR BELL PANEL AS NEEDED

WALL AT ENTRY DOOR, GANG W/ LIGHT SWITCH, , \ -
PROVIDE "DOORBELL DISABLE SWITCH” PLAQUE 5—4 1/4

\
o8
__ -
|
15,_111

DDS| | DOORBELL DISABLE SWITCH

POINT ADDRESSIBLE

H(®)<1 | SMOKE DETECTOR W/ SOUNDER MOUNT 4" — 12" BELOW CEILING
BASE PLUS STROBE  LIGHT FIRE” LABEL INTEGRAL TO DEVICE.

A A /\
Y HORN STROBE FOR DOOR SIGNAL MOUNT 80" AFF (|

V | REMOTE STROBE FIRE/DOOR SIG MOUNT 80" AFF —1

NOTES: O

PROVIDE ASSISTIVE LISTENING DEVICES IN THE REQUIRED NUMBER OF ROOMS PER BUILDING CODE AND
ADAAG 2004. SEE OVERALL FLOOR PLANS FOR ROOM LOCATIONS.

/ ) [ STOVE  ,
S/

’ / 0IsH_T T )| REFRG SHEET TITLE:
A ~ [ e i
o B 5 | e
| (DR, Q1A iy A - ROOM TYPES
N |

(0

N
\ i \

51_0):
5'-10"

1. DISTRIBUTE HEARING IMPAIRED ROOMS AMONGST ALL CLASSES OF ROOMS INCLUDING SUITES. SCALE:

| WASH |

Q
5-8 1/2"

A |

~./

% \

2. PLAQUES (EXCEPT AS NOTED): PROVIDE AS INDICATED. PLAQUES SHALL BE BLACK PHENOLIC WITH
1/4" WHITE ENGRAVED LETTERS.

F== STOVE
Z Z‘\ REFRIG | T =

o0 ]
— f__T__\jj_
! L —

DATE:

G
/
28 1/2" 5 11y 2710 1/4°
L
)
o
.
D
T DISH |

2'-9 1/2”
/
7
/

L

[+]
__
—

"V

N

[ NS
0'—9 1/27]

G

oo

|
.
|
A

3/28/2016

NOTES:

1. ALL DIMS ARE CLEAR OR TO FACE OF FINISH UNLESS NOTED OTHERWISE. 5_0" 5-5 1/4" 4-9 1/4” -0 1/4” 5'_0" 10° 9—4 1/4” 10'=3"
SEE SHEETS A8.00 & A8.01 FOR WALL TYPES.

FURNISHINGS ARE SHOWN FOR GRAPHIC PURPOSES ONLY, SEE INTERIOR DESIGN DRAWINGS FOR

ACTUAL FURNISHINGS AND LAYOUTS.

SEE INTERIOR DESIGN DRAWINGS FOR FLOOR TILE TYPE AND PATTERN. JOB NUMBER:

SEE INTERIOR DESIGN DRAWINGS FOR ROOM ELEVATIONS. 1338

REFER TO FLOOR PLAN DRAWINGS FOR ROOM OCCURANCE WITHIN THE FLOOR LEVEL.

REFER TO FLOOR PLAN DRAWINGS FOR ADDITIONAL INFORMATION.

. SEE SHEET A9.02 FOR ACCESSIBLE TUB, SHOWER AND VANITY DETAILS. SHEET NUMBER:

10. SEE INTERIOR DESIGN DRAWINGS FOR DL (DESIGNER LIGHTING) FIXTURES.
A¢\\:5n.():33

PHASE:
5’—0” 1_3! 41_411 1,_01 51_0)1 11_8!1

L

©CooNOG

12. ALL BATHROOM GLASS PANELS TO BE TEMPERED.

SCHEDULES AND NOTES 4 ROOM TYPE — KING QUEEN 2 BED ADA 1/47 = 1"=0" 3 ROOM TYPE — KING QUEEN 2 BED 1/4" = 1'=0" 2 ROOM TYPE — KING /7 STUDIO 1/4” = 1'=-0" 1

11. ALL TOILET ROOM FLOORS TO HAVE SMOOTH NON—ABSORBENT CERAMIC TILE FINISH.
COPYRIGHT 2015, GENE FONG ASSOCIATES
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LEGEND

0 ARRIVAL COURTYARD WITH ENHANCED PAVING - *(E Yy s

SEE ENLARGEMENT PLAN L2.1 |I7 — === ~

SECONDARY ARRIVAL COURTYARD WITH ENHANCED 1l s o o o o

PAVING - SEE ENLARGEMENT PLAN L2.1 ) i .
e RECREATION COURTYARD - SEE ENLARGEMENT e (

PLAN L2.2

s ; s 2 s -] s ; (E) .

Q TOWER COURTYARD - SEE ENLARGEMENT PLAN L2.2 2 -‘ \ ] PROJECT

EXISTING PERIMETER TREES TO REMAIN WITH NEW — =1 1 =
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E
PLANT LEGEND )

SYMBOL BOTANICAL NAME COMMON NAME SIZE COMMENTS SPACING WUCOLS  QUANTITY

EXISTING TREE LEGEND

SYMBOL  BOTANICAL / COMMON NAME

TREES

EVERGREEN
PARKING PER
QUERCUS AGRIFOLIA  COAST LIVE OAK 24" BOX CANOPY PLAN LOW 39
SHADE TREE,
STREE TREE

ERYTHRINA CAFFRA /
CORAL TREE

(E)

EUCALYPTUS SPP.
EUCALYPTUS

(E)

ORNAMENTAL PEAR WES
(E) FRU

WASHINGTONIA ROBUSTA / N
MEXICAN FAN PALM ) T

(E) < zng Ko DEVICE
=

‘ 1 1 44 44 44 ae € ae € 44 {4 ae 43 4y {4 4 4
PYRUS CALLERYANA/
o

PYRUS 'BRADFORD BRADFORD PEAR " FLOWERING PER
PEAR' TREE 24" BOX TREE PLAN MOD 9

THORNLESS
CERCIDIUM HYBRID HYBRID PALO 36" BOX SPECIMEN PER LOW 9

SN
-
Q|

'DESERT MUSEUM’ VERDE ACCENT PLAN
s ; s 2 s ; s
EVERGREEN d Wes
LOPHOSTEMON . PER - e — | | — |l — FRU
CONEERTUS BRISBANE BOX 24" BOX $§E§TYARD PLAN LOW 15 / %gi = = = = = ” = = = T STAYBRIDGE
[49 28 [+ 28 | €, (49 e (49 48 s ’
= == == N = = E— UITE
SHRUBS / GN R
ACACIA REDOLENS  PROSTRATE 1 GAL. GROUND 5 O.C. LOW . . . . @ . . . . . RO
-] -] -] -]
ACACIA COVER 499 - — — —
BOUGAINVILLEA'LA  RED 5 GAL. FLOWERING 3'0.C. LOW RHA STAYBRIDGE SUITES
JOLLA' BOUGAINVILLEA SHRUB 548 (E) ﬁLA BARKING STRUCTURE <
CAREX DIVULSA BERKELEY 1 GAL. ORNAMENTAL 2'O.C. MOD LEVEL 1 T oo < (E
SEDGE GRASS 383 SO oom PR oM. __ 65 STALLS BRAGS or |
DIANELLA 'LITTLE LITTLE REV FLAX 1 GAL. FOREGROUND 2'O.C. MOD — 132 TOTAL STALLS >
. 936 PROJECT LOCATION:
REV LILY
DIANELLA WHITE STRIPED 1 GAL. FOREGROUND 2'O.C. MOD WES
TASMANICA TASMAN FLAX 243 s s e s s ' N L : s |9t ¢ : L : s e s
VARIEGATA" LILY FRU o s 2640 LAKEWOOD BLVD
LANTANA 'NEW GOLD' YELLOW HYBRID 5 GAL. FLOWERING 3'0.C. LOW 640 ’ LONG BEACH
LANTANA SHRUB DE GREEN SCRRENS > S—_
D STRUCTURE AS SHOWN 19 19 19 19 19 £ k43 k3 [43 3 3 k3 k43 e [2 . CAL' FORN |A 908 1 5
MACFADYENA CAT'S CLAW 5 GAL. FLOWERING 8 0.C. MOD
v UNGUIS-CATI STAKED  VINE 40 (E) —
MUHLENBERGIA DEER GRASS 1 GAL. ORNAMENTAL 3'O.C. LOW y
ping AN 562 ng . ” o DESIGN CONSULTANT:
RHAPHIOLEPIS INDIAN 5 GAL. EVERGREEN 3 O.C. MOD R NG Z{? LR
INDICA 'CLARA’ HAWTHORN SHRUB 679
ROSMARINUS O. PROSTRATE FLATS GROUND 12"0.C. LOW MUH
'PROSTRATUS' ROSEMARY COVER PER PLAN RIG
WESTRINGIA COAST 5 GAL. EVERGREEN  36"0.C. LOW G %gi 2
@) FRUTICOSA ROSEMARY HEDGE 81 \ ROS
WES WE, ' PRO
(E) FRU \
LANDSCAPE TABULATIONS —_— - 1 B
o m n o
/ : CLA
PARKING LOT TREE CALCULATIONS DA oA | 14 MU
TOTAL NUMBER OF PARKING STALLS = 383 SPACES Y NG RIG
TOTAL TREES REQUIRED (1 PER EVERY 4 STALLS) =96 TREES 1 e )
EXISTING TREES ON SITE TO REMAIN = 52 TREES ; ; ——————————————
PROPOSED NEW TREES = 55 TREES 1 SUBMITTALS:
TOTAL TREES PROVIDED = =107 TREES BLDG 3 / E
/ !
SHRUBS REQUIRED BoU
(3) 5 GALLON SHRUBS PER EACH TREE) X 106 TREES = 318 HOLIDAY INN BLDG 2 N LJ 1 |'s2is | L sueMTTAL
5 GALLON SHERUBS PROVIDED = 318 MINIMUM
1 STO RY STAFF OFF|CES | \ 2| 6/29/15 BEGIN DESIGN DEV
STREET TREE CALCULATIONS CON FERENCE % 3 | 01/28/16 | PLANNING RE-SUBMITAL
TOTAL STREET FRONTAGE (LAKEWOOD) = 466'
TOTAL TREES REQUIRED (1 PER EVERY 25)) =19 TREES CENTER
EXISTING STREET TREES TO REMAIN = 5 TREES
PROPOSED NEW TREES = 14 TREES
TOTAL STREET FRONTAGE (E WILLOW) = 245 b _|
TOTAL TREES REQUIRED (1 PER EVERY 25)) =10 TREES !
EXISTING STREET TREES TO REMAIN =3 TREES | T —”
_ REVISIONS:
PROPOSED NEW TREES =7 TREES I
|
STREET TREE PLANTING TO COMPLY WITH | | | | _
PUBLIC WORKS STANDARD PLAN #502 gg_ﬂﬁﬁ ] Lﬁ]ﬁ g T 1 fde

o
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FICUS MICROCARPA /
INDIAN LAUREL

EUCALYPTUS SPP./
GUM TREE

ERYTHRINA CAFFRA/
CORAL TREE

PYRUS CALLERYANA /
ORNAMENTAL PEAR

MEXICAN FAN PALM

EXISTING TREES

PYRUS CALLERYANA /
ORNAMENTAL PEAR

CERCIDIUM HYBRID 'DESERT MUSEUMY/
DESERT MUSEUM PALO VERDE

COAST LIVE OAK

LOPHOSTEMON CONFERTUS /

PROPOSED TREES BRISBANE BOX

i

b2
v
| 37pa
¥
a
s
=
|

S
AR
. o

-
i

o

DIANELLA TASMANICA 'VARIEGATA'/

JUNCUS PATENS/ CAREX

CALIFORNIA GRAY RUSH

BERKELEY SEDGE

WHITE STRIPED TASMAN FLAX LILY

MUHLENBERGIA RIGENS /
DEER GRASS

v
¥

A

B e

r.‘ + A
o . 34 i
3 .
ﬁ e
7 foy

Soaiah
L

WESTRINGIA FRUTICOSA / R I\/IARINUS O. '.PROSTRATUS'/
COAST ROSEMARY PROSTRATE ROSEMARY

INDIAN HAWTHORN

PROPOSED SHRUBS

PLANNING DEPARTMENT NOTES

1.

2.

10.

11.

12.

13.

14.

15.

BOUGAINVILLEA 'LA JOLLA'/
RED BOUGAINVILLEA

MACFADYENA
CATS CLAW VINE

THE LANDSCAPE DESIGN SHALL COMPLY WITH REQUIREMENTS OF: PD-32 SOUTH DEVELOPMENT AND DESIGN GUIDELINES.

ALL REQUIRED YARDS AND SETBACK AREAS NOT DEVELOPED WITH PERMITTED USE SHALL BE ATTRACTIVELY LANDSCAPED PRIMARILY WITH CALIFORNIA
NATIVE AND DROUGHT TOLERANT PLANTS. PLANT WATER REQUIREMENTS ARE INDICATED IN THE PLANT LEGEND BASED UPON WCOLS. THE PROJECT
LANDSCAPE WATER USE COMPLIES WITH STATE'S MODEL WATER EFFICIENT LANDSCAPE ORDINANCE AB 1881.

THE LANDSCAPE CONSTRUCTION DOCUMENTS SHALL DEPICT ALL UTILITY APPARATUS SUCH AS, BUT NOT LIMITED TO, BACKFLOW DEVICES AND EDISON
TRANSFORMERS. THE PLAN WILL BE SUBMITTED AFTER RECEIVING APPROVAL FROM UTILITY PROVIDERS. LANDSCAPE SHALL PROPERLY SCREEN ALL
TRANSFORMERS AND UTILITY CONNECTIONS OR ANY OTHER SCREENING METHOD APPROVED BY THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES.
ALL TRANSFORMERS AND UTILITY CONNECTIONS SHALL BE LOCATED IN AREAS LEAST VISIBLE FROM THE PUBLIC RIGHTS OF WAY. IN ADDITION TO THE
DIRECTOR OF DEVELOPMENT SERVICES, APPLICANT SHALL SEEK APPROVAL FROM APPLICABLE DEPARTMENTS FOR SPECIFIC SCREENING REQUIREMENTS.

PRIOR TO ISSUANCE OF A SITE PLAN REVIEW APPROVAL, THE APPLICANT MUST SUBMIT COMPLETE LANDSCAPE AND IRRIGATION PLANS. THE LANDSCAPE PLAN
SHALL BE IN FULL COMPLIANCE WITH THE PD-32 LANDSCAPING REQUIREMENTS AND SHALL INCLUDE LANDSCAPED PEDESTRIAN PATHS CONNECTING PARKING
AREAS AND PUBLIC RIGHTS OF WAY TO BUILDINGS. SAFE PEDESTRIAN PATHS SHALL BE CLEARLY DEFINED THROUGH THE USE OF DIFFERENT PAVING
MATERIALS OR LANDSCAPE DESIGN.

ALL LANDSCAPE AREAS SHALL BE PROVIDED WITH WATER CONSERVING AUTOMATIC IRRIGATION SYSTEMS DESIGNED TO PROVIDE COMPLETE AND ADEQUATE
COVERAGE TO SUSTAIN AND PROMOTE HEALTHY PLANT LIFE. DRIP IRRIGATION SYSTEMS SHALL BE USED TO THE GREATEST EXTENT POSSIBLE. THE
IRRIGATION SYSTEM SHALL NOT CAUSE WATER TO SPRAY OR FLOW ACROSS A PUBLIC SIDEWALK. RECLAIMED WATER SHALL BE USED FOR ALL LANDSCAPED
AREAS.

CANOPY TREES THAT PROVIDE SHADE HAVE BEEN PROVIDED TO PARKING STALLS AND ASSOCIATD VEHICULAR CIRCULATION AND PAVING MATERIALS WITH A
SOLAR REFLECTANCE INDEX OF AT LEAST TWENTY-NINE (29) ON A MINIMUM OF FORTY PERCENT (40%) OF PAVING SURFACES DEDICATED TO PARKING STALLS
AND ASSOCIATED CIRCULATION.

THE LANDSCAPING PLANS SHALL INCORPORATE ON-SITE RETENTION AND PERCOLATION OF STORM WATER RUNOFF TO THE SATISFACTION OF THE DIRECTOR
OF LONG BEACH DEVELOPMENT SERVICES AND DEPARTMENT OF PUBLIC WORKS AS FEASIBLE.

THE APPLICANT SHALL FULLY COMPLY WITH ALL APPLICABLE PROVISIONS OF THE CITY'S INTERIM GREEN BUILDING POLICY AND THE COMMERCIAL
DEVELOPMENT LEED MANDATE FOR DOUGLAS PARK TO THE SATISFACTION OF THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES. THE APPLICANT
SHALL SUBMIT PROOF OF REGISTRATION WITH USGBC AND A PASSWORD ALLOWING STAFF ACCESS TO SAID REGISTRATION, PRIOR TO THE ISSUANCE OF ANY
BUILDING PERMITS.

PRIOR TO THE ISSUANCE OF A BUILDING PERMIT, THE APPLICANT SHALL PROVIDE OUTDOOR LIGHTING PLAN DETAILS SUBJECT TO REVIEW AND APPROVAL OF
THE LONG BEACH AIRPORT, POLICE DEPARTMENT AND THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES. INCLUDE PEDESTRIAN PATH LIGHTING ON
THE PLAN.

PRIOR TO ISSUANCE OF A BUILDING PERMIT, PROVIDE INFORMATION ON FIXTURES AND MOUNTING HEIGHTS AND LOCATIONS FOR BUILDING LIGHTING,
LANDSCAPE LIGHTING, PARKING AREA AND PEDESTRIAN LIGHTING TO BE APPROVED BY THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES.

PRIOR TO ISSUANCE OF A BUILDING PERMIT, DESIGN DETAILS AND MATERIALS OF OUTDOOR FURNISHINGS SHALL BE SUBMITTED FOR REVIEW AND APPROVAL
OF THE DIRECTOR OF DEVELOPMENT SERVICES.

ALL OUTDOOR SEATING AREAS ON THE SITE SHALL INCLUDE FURNISHINGS AND EXTERIOR LIGHTING THAT COMPLEMENT THE BUILDING ARCHITECTURAL
DESIGN. THE DESIGN DETAILS AND MATERIALS SHALL BE INCLUDED IN THE PLANS SUBMITTED FOR BUILDING PERMITS, SUBJECT TO THE REVIEW AND
APPROVAL OF THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES.

PRIOR TO THE ISSUANCE OF A BUILDING PERMIT, PROVIDE INFORMATION ON FIXTURES AND MOUNTING HEIGHTS AND LOCATIONS FOR BUILDING LIGHTING,
LANDSCAPE LIGHTING, PARKING AREA AND PEDESTRIAN LIGHTING TO BE APPROVED BY THE DIRECTOR OF LONG BEACH DEVELOPMENT SERVICES.

A HEDGE SCREENING THE SWIMMING POOL SHALL BE PROVIDED TO ALLOW PRIVACY AND SEPARATION FROM PARKING AND RETAIL AREAS.
PRIOR TO ISSUANCE OF A BUILDING PERMIT, THE APPLICANT SHALL FILE A SEPARATE PLAN CHECK SUBMITTAL TO LONG BEACH FIRE DEPARTMENT, PUBLIC

WORKS, BUILDING BUREAU, LONG BEACH AIRPORT AND POLICE DEPARTMENT FOR THEIR REVIEW AND APPROVAL. PLEASE REVIEW TECHNICAL ADVISORY
COMMITTEE'S COMMENTS FOR SPECIFIC PROJECT REQUIREMENTS.

WATER BUDGET CALCULATIONS

Maximum Applied Water Allowance (MAWA)
The project's Maximum Applied Water Allowance shall be calculated using this equation:
MAWA = (ETo) x (0.62) x [(0.7 x LA) + (1.0 x SLA)]

Eto (Historical Evapotranspiration for Area) = 44.10
ETAF(Evapotranspiration Adjustment Factor - LA) = 0.70
ETAF (Evapotranspiration Adjustment Factor - SLA) = 1.00
LA (Landscaped Area) = 45,517 ft2
SLA (Special Landscaped Area) = 0 ft2
0.62 (Conversion Factor)

Eto ETAF LA or SLA (ftz) Conversion| MAWA (Gallons Per Year)
MAWA for LA = 44.10( x | 0.70 x 45,517| x 0.62 871,168
MAWA for SLA = 44.10| x | 1.00| x o[ x 0.62 0] |
Totals = 45,517 871,168

Maximum Applied Water Allowance (MAWA) = 871,168 Gallons Per Year

Estimated Applied Water Use (EAWU)

The project's Estimated Applied Water Use shall be calculated using this equation:
EAWU = (ETo) x (KL)x (LA) x 0.62 = (IE)
Eto (Historical Evapotranspiration for Area) =
KL (Landscape Coefficient)

LA (Landscaped Area)
0.62 (Conversion Factor)

44.10 Inches perYear

[E (Irrigation Efficiency)

Eto KL LA (f_tz} Conversion IE |[EAWU (Gallons Per Year)
Hydrozone # 1 (Shrub Spray) 44 10| x 0.40| x 42,912| x 0.62| + | 0.65 722,031
Hydrozone # 2 (Turf Spray) 44 10| x 0.90| x 2,605| x 0.62| = | 0.65 98,620
Totals = 45,517 820,651
Estimated Applied Water Use (EAWU) = 820,651 Gallons Per Year

ACACIA REDOLENS /
PROSTRATE ACACIA

L T v i y
Pkl Jaly S
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H B, =y L
oy i -
T e T ! n
L, ¥ n {: - T --_l_’:
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LANTANA 'NEW GOLD'/
NEW GOLD LANTANA
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\ LEGEND

DECORATIVE METAL FENCE BETWEEN
COLUMNS AT BREEZEWAY.

GATE WITH CARD KEY CONTROL.

VERTICAL EVERGREEN TREE SUCH AS
LOPHOSTEMON.

SEATING AREA.

- _ PROJECT:
//// \\\\ MEANDERING DECOMPOSED GRANITE SCE
J' //// N MAINTENANCE ACCESS AND PEDESTRIAN PATH. MSTAYRlDGE
EXISTING CORAL TREE TO REMAIN PerTEe
BENCH WITH MID-RAIL TO DISCOURAGE LAYING STAYBRIDGE SUITES
DOWN.
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